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1. Revise 1.1.2 to read as follows: 
 
1.1.2 This standard shall apply to all educational laboratory units and instructional laboratory units in which any 
quantity of chemicals, as defined in NFPA 704 with one or more of the following hazard ratings, is handled or 
stored: health — 2, 3, or 4; flammability — 2, 3, or 4; or instability — 2, 3, or 4. (See also Section B.2.). 
 
Submitter’s Substantiation: During the 2nd draft meeting for the current revision cycle of NFPA 45, the 
technical committee deleted the definition of chemical in chapter 3 and moved the wording to paragraph 1.1.1 
where the document used to have the wording of “in which chemicals, as defined, are handled or stored”.  This 
was in response to a public comment on the definition in Chapter 3.  During the 1st draft meeting, the technical 
committee made a first revision to the document adding paragraph 1.1.2 to apply NFPA 45 to all educational 
and instructional laboratories.  The second draft of the 2015 edition reads as follows: 
 
1.1.1* This standard shall apply to laboratory buildings, laboratory units, and laboratory work areas whether 
located above or below grade in which chemicals, as defined, in NFPA 704 with one or more of the following 
hazard ratings are handled or stored: health — 2, 3, or 4; flammability — 2, 3, or 4; or instability — 2, 3, or 4. 
(See also Section B.2.). 
 
1.1.2 This standard shall apply to all educational laboratory units and instructional laboratory units in which any 
quantity of chemicals, as defined, is handled or stored. 
 
The bold portion of 1.1.2 is the problem.  Since the technical committee deleted the definition of chemical from 
Chapter 3, this statement is not accurate. I am therefore requesting that analogous language be added to 1.1.2 in 
order to adequately define the scope of the document.  The new wording for 1.1.2 will be similar to 1.1.1 as 
proposed above. 
 
Emergency Nature: This document, if issued as final without the proposed change, will contain an error or an 
omission that was overlooked during a regular revision process.  Neglecting to modify 1.1.2 to match the 
terminology in 1.1.1 was an oversight by the Technical Committee. 
 
 
Anyone may submit a comment by the closing date indicated above.  To submit a comment, please identify the number 

of the TIA and forward to the Secretary, Standards Council, 1 Batterymarch Park, Quincy, MA 02169‐7471. 
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