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5000    CI1    BLD-END
(18.1.5.5)
_______________________________________________________________________________________________
Submitter: Technical Committee Educational and Day-Care Occupancies
Recommendation: Add a  new section to read:

18.1.5.5*   Multiple Levels.
18.1.5.5.1 In occupancies that contain multiple levels, the Level of Exit Discharge can be combined with another level

as long as the number of stair risers connecting these levels is less than eight (8).
18.1.5.5.2 In occupancies containing both a lower and upper level from the LED, one of the two levels may be

combined with the LED and considered the same level as the LED, provided the number of stair risers connecting these
level is less than eight (8).  The other level that was not combined with the LED must be considered a separate story
from the LED.

18.1.5.5.3 No more than two levels can be combined.
Statement: The committee created the Committee Input as a trial balloon to receive input on the concept of permitting
a level other than the level of exit discharge to be considered part of the level of exit discharge. The concept is one of
not unfairly penalizing a multi-level or split level home or other building that functions like a building of fewer stories than
indicated by a strict count of number of levels.

_______________________________________________________________________________________________
5000    CI2    BLD-END
(A.18.1.5.5)
_______________________________________________________________________________________________
Submitter: Technical Committee Educational and Day-Care Occupancies
Recommendation: A.18.1.5.5 Any changes in elevation that are purely ornamental and do not actually function to
provide access other levels of the occupancy, such as a sunken living rooms or steps in foyers, should not be
considered as part of the determination of different levels.
Statement: The committee created the Committee Input as a trial balloon to receive input on the concept of permitting
a level other than the level of exit discharge to be considered part of the level of exit discharge. The concept is one of
not unfairly penalizing a multi-level or split level home or other building that functions like a building of fewer stories than
indicated by a strict count of number of levels.
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