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1. Replace subsection 4.3 and associated Annex to read as follows:  
 

4.3  Dust Hazards Analysis (DHA). 
 
4.3.1*  The requirements of Section 4.3 shall apply retroactively in accordance with 4.3.1.1 through 
4.3.1.3. 
 
4.3.1.1  For existing processes and facility compartments that are undergoing significant 
modification, the owner/operator shall complete DHAs as part of the project. [652: 7.1.2.1] 
 
4.3.1.2  For existing processes and facility compartments that are not undergoing significant 
modification, the owner/operator shall schedule and complete DHAs of existing processes and 
facility compartments within a 5-year period from the effective date of the standard. The 
owner/operator shall demonstrate reasonable progress in each of the 5 years. 
 
4.3.1.3  For the purposes of applying the provisions of 4.3.1, significant modification shall include 
modifications or maintenance and repair activities that exceed 25 percent of the replacement cost.  
 
4.3.2  The design of the fire and explosion safety provisions shall be based on a DHA of the facility, 
the process, and the associated fire or explosion hazards. 
 
4.3.2.1  The results of the DHA shall be documented and maintained for the life of the process. 
 
4.3.2.2*  The DHA shall be reviewed and updated at least every 5 years. 
 
A.4.3.1  A DHA is a careful review of the fire and explosion hazards to determine the consequences 
of what could go wrong and to determine what safeguards could be implemented to prevent or 
mitigate those consequences. DHA should be completed as soon as possible. For existing facilities, 
those processes with the greatest perceived risk should be evaluated first. [652: A.7.1.2]  
 
A.4.3.2.2  It is not the intent of this requirement to permit a delay in the completion of all DHA until 
the fifth year. [652: A.7.1.2.2] 

 
Substantiation:  The NFPA 664 TC was remiss in not addressing the time requirement for performing 
and completing DHAs for combustible dust processes. 
 



This TIA proposes a replacement section for the existing NFPA 664 paragraph 4.3 to be in consonance 
with NFPA 654 and NFPA 61 next edition’s five year requirement for performing DHA of all 
combustible dust processes. 
 
Emergency Nature:  NFPA 664 contains an error or omission that was overlooked during the 2017 
edition revision process.  This omission is the time period for completing Dust Hazard Analyses 
(DHA).  Both NFPA 654 and NFPA 61 in the present revision cycle address the DHA performance time 
requirement.   Both NFPA 654 and NFPA 61 require DHAs to be completed within 5 years from the 
date of each standards next revision issuance.  If this omission is not addressed in the next revision, 
NFPA 664 will have a default DHA time completion period of three years as presently required for 
completing DHAs in the recent issuance of the new NFPA 652 standard.  The attached TIA will resolve 
the NFPA 664 omission and ensure NFPA 664 is in consonance and consistent with both NFPA 654 and 
NFPA 61 requirements for performing DHAs within a five year time period. 
 
 
 

Anyone may submit a comment by the closing date indicated above.  To submit a comment, please identify the 

number of the TIA and forward to the Secretary, Standards Council, 1 Batterymarch Park, Quincy, MA 02169‐

7471. 
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