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NEC Code-Making Panel 1 ROC Meeting Minutes 
 
 
 
1.  List date(s) and location of meeting:  

11/28-29, 2012, Crowne Plaza Resort, Redondo Beach, CA 

 
2.  List names of guests in attendance: 
 See Attachment.  

 
3.  List names of guests addressing the Panel, the subject of their address, and the length of time they spoke: 

 
Mr. John Loud of Exponent, Inc  representing Joseph Harding, Technical Director, Portable Generator 
Manufacturers Association.  
Comment 1-22.  
15 Minutes 
 
James Jongkind, American Honda Motor Co., Inc., Manager, Product Regulations & Safety 
Comment 1-23.  
5 Minutes 
 
Vincent J. Saporita,  Copper Bussman,  
Comment 1-66  
2 Minutes 
 

4.  Number of Proposals or Comments acted upon:  
 114 
 
5.  Number of Panel Generated Proposals or Comments:   

None 
 
6.  Appointments of any Task Groups that will be working on any Panel subject, subsequent to the Panel Meeting, 
along with the names of members of the Task Group(s):   

N/A 
 
7.  List any request contained in a Panel Statement that requires Technical Correlating Committee attention:  
 

Comments 1-11, 1-12, 1-31, 1-84, 1-92, 1-97, 1-98 and 1-106. These Comments relate to proposals and 
comments received to change the voltage range from 600 Volts to 1000 Volts. CMP-1 was 
one of two Panels to reject all proposals and comments related to this topic. CMP-1 was 
concerned that technical substantiation was needed to make changes that impact working 
spaces and marking requirements in Article 110. The substantiation required by CMP-1 
will require research and perhaps the Research Foundation could provide the resources to 
obtain the substantiation. 

 
Comment 1-108 is also related to the topic above (600 Volts/ 1000Volts). The voltage boundary in 110 is 

600 Volts and CMP-9 has accepted Proposal 9-28, which changed the voltage boundary 
in 314 to 1000 Volts.  The voltage span in 110.74(B) is included in both 314.28 and 
314.71.  The panel requests the Correlating Committee review these items for correlation 
with Panel 9. 

 
Comment 1-24 – An extensive discussion was held regarding the use of portable generators that are used to 

supply cord and plug utilization equipment, such as hand tools that are supplied by 
receptacles that are part of the generator and the equipment is never connected to any 
part of the premises wiring. This topic of "Premises Wiring" and the use of portable 



generators impacts CMP-1, -5, and -13 and may be an issue that could be further 
investigated by a Task Group.  

 
Comments 1-46, 1-73, 1-74, 1-75, 1-79, 1-80, 1-81 and 1-82. These comments relate to proposal 1-131, 

which would have resulted in a general requirement that GFCI and AFCI receptacles be 
readily accessible.  CMP-1 accepted Proposal 1-131 and sent this to CMP-2, 3, 18, and 
19 and all recommended that CMP-1 reverse the action they took on Proposal 1-131. 
CMP-1 accepted these Comments to reject the proposal, which may need correlation with 
CMP-2, 3, 18, and 19. Also, Comment 1-109 was a similar topic regarding accessibility of 
GFCI receptacles on rooftops. The action on these comments deleted the proposed 
section in Article 110 and does not impact the actions taken by Panel 2 in Proposal 2-52. 

 
 Comments 1-60, 1-61 and 1-62. These comments concern proposal 1-114 and address marking 

requirement, which may need correlation with CMP-14 and others. 
 

9.  List any Proposals or Comments that should be referred to the Toxicity Advisory Committee: 
 N/A 
 
10.  List any Proposals or Comments that should be referred to the Environmental Advisory Committee: 
 N/A 
 
11.  List all Proposals or Comments related to combustibles in plenums or other air handling spaces: 
 N/A 
 
12.  List any general Panel requests for information or assistance from the Technical Correlating Committee: 
 N/A 
 
13.  List any additional information that you feel would be helpful to the Technical Correlating Committee, staff, or to 
the process in general: 
 N/A 
  
14.  Were any units of measure "Accepted" by the panel that are not listed in Annex C of the NEC Style Manual?  If 
so, please list the section number(s) and proposal/comment number(s) below. 
 N/A 






