
 

 
National Fire Protection Association 
 
1 Batterymarch Park, Quincy, MA 02169-7471 
Phone: 617-770-3000 • Fax: 617-770-0700 •  www.nfpa.org 
 

 
NATIONAL ELECTRICAL CODE CORRELATING COMMITTEE  

 
First Draft Meeting Minutes 

May 12-15, 2015 
Ft. Lauderdale, FL 

 
 
Item 15-5-1 Call to Order and Introduction of Members and Guests 
 
Chair Mike Johnston welcomed the committee and recognized the departure of Merton Bunker, Bill 
Drake and Tom Adams from the committee.  Ronald Deike, Jr. of CenterPoint Energy was welcomed 
to the committee as alternate to Neil LaBrake/EEI.  The following members were also in attendance: 
 

NAME REPRESENTING 
Michael  Johnston National Electrical Contractors Association (NEC Correlating 

Committee Chair) 
James Brunssen Telcordia  / Alliance for Telecommunications Industry Solutions 
Palmer Hickman International Brotherhood of Electrical 
David Hittinger Independent Electrical Contractors, Inc. 
Richard Holub American Chemistry Council 
John Kovacik UL LLC 
Vince Saporita Eaton’s Bussmann Business 

Rep.  National Electrical Manufacturers Association 
Lawrence Ayer Biz Com Electric, Inc. 

Rep.  Independent Electrical Contractors, Inc. 
Ronald Deike, Jr. CenterPoint Energy, Inc. 

Rep. Electric Light & Power Group/EEI 
James Dollard IBEW Local Union 98 

Rep.  International Brotherhood of Electrical Workers 
Stanley Folz Morse Electric Company 

Rep. National Electrical Contractors Association 
Ernest Gallo Telcordia Technologies, Inc. 

Rep.  Alliance for Telecommunications Industry Solutions 
Alan Manche Schneider Electric 
Mark Ode UL  LLC 
Richard Owen IAEI 
Christine Porter Intertek Testing Services 
George Straniero National Electrical Manufacturers 
Timothy Pope Canadian Standards Association 

Rep.  CSA/Canadian Electrical Code Committee 



Guests and NFPA staff in attendance included:   
 
 

Mark Earley  NEC Correlating Committee Secretary 
Kim Shea NFPA 
Bill Burke NFPA 
Keith Lofland IAEI 
Christel Hunter General Cable 
Brian Rock Hubbell Incorporated 
Tim Porter City of Seattle 
Paul Dobrowski Innovative Technology Services 
Mark Hilbert Self 
Frank Belio Jr. I.U.E.C. 
Vince Dellacroce ETI Conformity Services 
Bob Torbin Omega Flex 
Nicole Comeau NFPA 
Andrew Wandell NFPA 
Bryan Holland NEMA 
Robert Osborne UL LLC 

 
 
Item 15-5-2 Approval of the November 2014 Minutes  

 
The minutes of the November 2014 meeting were approved as written. 
 
Item 15-5-3 Membership   
 
For the benefit of the new members, Jim Dollard explained the NEC panel membership application 
process. It was noted that the NEC Supplemental Operating Procedures establish a declared 
structure for the Correlating Committee. Dick Owen and Mark Earley spoke about the changes to the 
application review process as requested by the Standards Council. John Kovacik requested that 
updates on new appointees be provided to the correlating committee after the Standards Council 
appointments are made. 
 
A motion was made to appoint Bill Drake as a Member Emeritus to the NEC Correlating Committee.  
Bill was a member of the correlating committee for 30+ years and was a valuable contributor.  Jim 
Dollard noted that David Dini, Chair of NFPA 70E, requested the appointment of David Wallis to the 
NFPA 70E technical committee as a Member Emeritus.  The motion was amended to include the 
appointment of David Wallis.  Motion passed. 
 
    
Item 15-5-4 NEC Global Correlating Recommendations 
 
John Kovacik discussed the background behind the Public Input submitted to change “listed” to “listed 
and labeled.” Mike Johnston noted that some panels made revisions to use “Listed or labeled” rather 
than “listed and labeled.”   It was suggested that the issue may be resolved by revising the definition 



of “listed.”  Mark Earley noted that the Standards Council has jurisdiction over the definitions of 
“listed” and “labeled.” 
 
Various ways to resolve correlation issues were discussed at length.  A correlating committee task 
group was appointed to develop proposed Correlating Committee Actions (notes or revisions).  
Members included Jim Dollard, Alan Manche, Mark Ode, Larry Ayer, Christine Porter, and John 
Kovacik.  The task group recommended a global First Correlating Revision (FCR) to remove the 
words “and labeled” where added after the word “listed” throughout the code.  The Correlating 
Committee voted to create FCR No. 143. [attachment] 
 
It was noted that the Public Input submitted to all panels to move all definitions to Article 100 was only 
accepted by Panel 1; which results in no change since all of Panel 1’s definitions are in Article 100.  It 
was noted that if all the definitions were moved it would not change the panel assignment to Panel 1 
for all definitions. Mark Earley suggested that the definitions in Article 100 identify which Panel has 
responsibility for it, similar to what is done in NFPA 72.    An updated list of all definitions with panel 
assignments will be provided to the Correlating Committee for approval at the Second Draft 
Correlating meeting.   
 
Item 15-5-5 Task Groups 
     
It was noted that the Standards Council did not review or approve the NEC Style Manual at their April 
meeting.  NFPA staff has requested this item be placed on the Standards Council agenda for their 
August meeting. 
 
Due to the resignation of Merton Bunker and Bill Drake, new chairs, co-chairs and members were 
appointed to existing correlating committee task groups.  Additional task groups were also appointed 
at this meeting. [attachment] 
 
Item 15-5-6 Panel 4 and Panel 10 Workloads  
 
Mark provided background on the scopes of Panel 4 and Panel 10 and noted that the workload for 
Panel 10 has decreased over time while the workload for Panel 4 has increased. Mark suggested that 
the Correlating Committee consider making changes to article assignments after the completion of 
this revision cycle to lighten the burden on Panel 4.  Making the change after the current revision 
cycle would allow panel members time to change their membership to follow the work in which they 
have the most interest and experience.  A motion was made to move Articles 225 and 230 under the 
purview of Panel 10 after the conclusion of the A2016 revision cycle.  Motion passed. 
 
Item 15-5-7 NEC and 70E Scopes  
 
The Correlating Committee reviewed First Revision No. 55 and agreed that the First Revision created 
by Panel 1 does not create scope conflict between the NEC and NFPA 70E.  [attachment] 
 
  



Item 15-5-8 Review of First Draft and Task Group Recommendations  
 
The Correlating Committee began creating Correlating Notes in Terra but due to time delays (1 min, 
40 seconds from time “create note” was selected until the note could be entered) the committee 
decided use a Word document to record the Correlating Notes and Revisions. 
 
The committee created 165 Correlating Notes and two First Correlating Revisions.  All panels had at 
least one note with the exception of Panel 8. 
 
A motion was made to request chairs of CMP-12 & CMP-13 to form a task group to coordinate 
references to Article 708.  Motion passed. 
 
The Correlating Committee reviewed the request of the CMP- 5 Chair to appoint a task group to 
address claims of inconsistencies between 250.104(B) and NFPA 54 and possibly NFPA 780. 
Consensus at the meeting was that the Informational Note in the NEC referring to NFPA 54 is 
appropriate. Specific requirements for lightning protection are beyond the scope of the NEC and 
perhaps beyond the scope of NFPA 54. 
 
Mr. Robert Torbin, OmegaFlex, was in attendance as a guest and made a presentation on the subject 
at the meeting.   After the presentation and discussion, the Correlating Committee determined that 
the appointment of a Correlating Committee task group was not necessary and that PI 4244 should 
be addressed by CMP-5.   
 
NFPA electrical division manager Bill Burke spoke about the great success from the First Draft 
meetings and thanked the Correlating Committee and panel members for their patience and diligent 
work.  
 
Mark thanked the mentors and members who helped develop and present training material in 
preparation for the FD meetings with special thanks given to Jim Dollard and Mike Johnston. 
   
Item 15-5-9 Future Meetings  
 
The Correlating Committee Second Draft Meeting will be held February 22-26, 2016.  The preferred 
location is the Embassy Suites, Ft. Lauderdale.   

  
Item 15-5-10 New Business 
 
It was agreed upon that chair training (remote) for the Second Draft meetings must be provided.  
Items to be addressed during training include: creating adequate statements, using the cart, possible 
meeting actions, etc. If necessary, the training will be provided multiple times to ensure attendance by 
all panel chairs. 
 
Item 15-5-11 Adjournment 
 
The meeting adjourned at 6:00 pm on Thursday, May 21, 2015. 
 
 



First Correlating Revision No. 143-NFPA 70-2015 [ Global Input ]

In all locations where the term “and labeled” has been added after “listed” during the first revision
stage, the Correlating Committee directs that the term “and labeled” after “listed” be deleted,
returning to previous text.

Submitter Information Verification

Submitter Full Name: Kimberly Shea

Organization: National Fire Protection Assoc

Street Address:

City:

State:

Zip:

Submittal Date: Wed May 20 14:05:09 EDT 2015

Committee Statement

Committee
Statement:

 The inconsistent actions of all Code-Making Panels may cause conflict relative to the use of the
terms “listed” and “listed and labeled.”

The Correlating Committee recognizes that the addition of “and labeled” after “listed” may create
confusion throughout the NEC. The Correlating Committee has appointed a task group to review
this issue as it impacts the entire NEC and potentially other standards.

The Correlating Committee recognizes that the terms “listed” and “labeled” are defined in Article
100, but are not used consistently throughout the NEC. However, using both terms in all locations
may create confusion.
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First Correlating Revision No. 58-NFPA 70-2015 [ New Section after 225.61 ]

Submitter Information Verification

Submitter Full Name: Kimberly Shea

Organization: National Fire Protection Assoc

Street Address:

City:

State:

Zip:

Submittal Date: Tue May 19 15:10:45 EDT 2015

Committee Statement

Committee
Statement:

 The action taken by Code-Making Panel 4 in the FR stage is outside the scope of Article 225. The
Correlating Committee affirms that these requirements are appropriately located in Article 399
which contains requirements for wiring methods and materials.

Committee Input No. 1000-NFPA 70-2015 [New Section after 225.61]
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NEC CORRELATING COMMITTEE TASK GROUPS 

Updated June 2015 

 
 

Task Group Name and Scope Members and Current Status 

Article 690 Grounding and Bonding TG.  Review 

the new term “reference grounded PV system” in 

690.2 and its use within new requirements in the 

Article.  There are concerns related to reference 

grounding through a fuse circuit breaker or resistance 

device that is part of a listed ground fault system and 

could be part of listed PV equipment. The task group 

is requested to correlate the general grounding 

requirements in Article 250 with amending 

requirements in Article 690 that may involve different 

grounding techniques within special equipment. (FR 

No. 954) 

Chair to be appointed 

Members to be appointed/notified by Chair 

 

P5 - Nathan Philips  (Chris Porter, Greg 

Steinman)  

P4 - Ron Toomer (Bill Brooks, Jim Rogers - 

Chair)  

Mark Ode, CC 

 

 

Established at May 2015 FD CC mtg 

Ambient Temperature Correction Factors TG. 

Review the basis for ambient temperature correction 

factors in Tables 310.15(B)(2)(a), (b), and (c) (roof 

top issue).  As requested by Panel 6 in Comment 6-

14a, this task group is being appointed as an 

independent task group.  

 [Comment 6-14a - A2013] 

 

Larry Ayer, Chair 

Jim Dollard, Co-Chair, IBEW Local 98, CMP-13 

Stan Folz, NECA, CMP-11 

Carmon Colvin, IEC,  CMP-1 

Mike McNeil, American Chemistry Council  

Donnie Cook, IAEI, CMP-17 

Pat Richardson, IAEI, Florida 

Tim Shedd, ASHRAE,  

W. Z. Black, Professor Georgia Tech University 

David Dini, UL, CMP-2 

Bill Fiske, Intertek, CMP-1.  

Alan Manche, NEMA, CMP-10 

 

A2016 PI submitted to elevate conductors off 

the roof by at least 1 inch.  Research provided 

substantiation to the original table. 
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Available Fault Current TG.  Review all uses of the 

terms listed below in all standards under the NEC 

Correlating Committee jurisdiction. The task group 

shall submit Public Inputs and Public Comments to 

correct any incorrect use, conflicts, or inconsistencies 

within the NEC and between the other standards under 

the NEC Correlating Committee jurisdiction.  Add 

new definitions as needed and revise existing 

definitions if necessary. 

 

Available Fault Current 

Available Short Circuit Current 

Short Circuit Current Rating 

Short Circuit 

Ground Fault 

Jim Dollard, Chair 

Larry Ayer, Co-Chair   

 

 

 

 

 

 

 

 

 

 

 

 

Established at May 2015 FD CC mtg 

 

DC Requirements TG.  Review DC requirements 

that presently exist and identify any gaps in these 

requirements (Articles 240, 300, 410, 480, 645, 690, 

and 694).  The task group shall submit Public Inputs 

and Public Comments to fill any gaps identified or 

provide needed updates to existing requirements.   

 

Note:  The NEC style manual prohibits reference to 

other standards or codes in mandatory requirements.  

John Kovacik, Chair 

Members: Brian Rock, Mario Spino, Michael 

O’Boyle, Mark Ode, A. Moldoveanu, A. Spina, 

Ben Hartman, D. Geary, D. Symanski, E. Byaliy, 

K. Gettman, Michael Stelts, Christel Hunter, 

Dilberto Momdal, and Bill Cantor. 

 

 

PIs submitted and FRs created. 

 

 

 

Equipotential Bonding TG.  

 

1) Establish a common definition of the term 

“equipotential bonding” that can be used and 

applied in the Articles where it is used.  

2) Move the definition to Article 100 to comply 

with the NEC Style Manual. 

3) Address Single Conductor vs. Mesh concepts 

within individual rules where the term 

“equipotential bonding” appears. 

4) Address the physical and electrical characteristics 

necessary to achieve equipotential bonding. 

 

Christine Porter, Chair 

 

Members from Panels 5, 17 and 19. 

 

Ask Christine Porter if she will chair  

– inform John K. relieved to free him up for TGs 

 

 

 

 

No Activity to Date  
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Global “Listed and Labeled” Task Group. 

Review all definitions and associated informational 

notes relative to the use of the terms “listed”, 

“labeled”, “identified”, and “field labeled” and submit 

public comments to the definitions in Article 100 

where necessary.  This task group is requested to 

clarify and establish a distinction between the terms 

“listed” and “labeled” which are often used 

interchangeably.  

 

At this time the Correlating Committee maintains that 

the term “listed or labeled” is appropriate as it 

appeared in the 2014 edition of the NEC.  The task 

group is directed to review the CMP-1 response to PI 

881- A2016 (resolved).  The Correlating Committee is 

concerned with potential conflicts in the NFPA 

standards under the jurisdiction of the NEC 

Correlating Committee and beyond. 

 

Donny Cook, Chair 

Keith Lofland, Co-Chair 

John Kovacik 

Jim Dollard 

Christine Porter 

Allan Manche 

Vince Della Croce 

Brian Rock  

George Straniero (NEMA)   

Julian Burns or designee (NFPA 790/791) 

 

 

 

 

 

 

Established at May 2015 FD CC mtg 

GFCI Requirements TG. Review specific 

application GFCI requirements as compared to GFCI 

requirements in Article 210. Consideration should be 

given to locating the GFCI requirements in one 

location to improve consistency. 

 

Alan Manche, Chair 

Members:  Donny Cook, Mark Hilbert 

 

A2016 PIs submitted and FRs created 

 

 

Definitions TG. Address unresolved issues pertaining 

to definitions throughout the code including revisions 

to the NEC Style Manual to provide direction for all 

Code-Making Panels.  

 

TG directed to review all public inputs and first 

revisions related to their scope and to submit 

comments as necessary. Additionally, the TG is 

directed to develop public inputs including but not 

limited to new or revised definitions for the next NEC 

cycle. 

 

Richard Owen, Chair 

Tim Pope, Co-Chair 

David Hittinger 

 

 

 

 

 

 

 

Idle as of June 2015 

 

High Voltage TG.  
The task group successfully accomplished globally 

raising the voltage threshold in the NEC from 600 to 

1000 over two code cycles and resolved all resulting 

conflicts and correlation Issues.  It was suggested that 

the task group globally review the need to increase the 

voltage threshold once again from 1000 to 1500 or 

2000. It may not be necessary to raise the voltage 

thresholds for fundamental NEC infrastructure 

(globally) however, to accommodate certain 

equipment, changes may be necessary within specific 

Articles such as 690, 691 and 694. 

 

New Chair to be appointed 

Roger McDaniel, Co-Chair 

Members:  Alan Peterson, Eddie Guidry, Paul 

Barnhart, Alan Manche, Donny Cook, Vince 

Saporita, Dave Mercier, Tim Pope, Bill Brooks, 

Jim Rogers. 

 

6_15 volunteers: Jim Dollard, Larry Ayer, Ernest 

Gallo, Mark Ode and members from Panel 13. 
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50 or 60 Volts TG.  Task Group to review the global 

use of voltage thresholds "50 volts DC" and "60 volts 

DC" as requested by Panel 13.  It was noted that this 

issue does extend beyond the NEC.  

 

Larry Ayer, Chair 

Members:  Jim Dollard, Ernie Gallo 

 

 

Established at May 2015 FD CC mtg 

NEC and NFPA 99 Correlation TG.  

1. To effectively correlate the HEA-ELS proposals 

so NFPA 70-2014 and NFPA 99-2012 are not in 

conflict upon completion of the 2014 NEC 

development process. 

2.  To ensure that any proposals that are beyond 

the original "installation vs. performance" 

determinations have been effectively and 

technically substantiated and acted on 

accordingly. 

3. To resolve any conflicts or inconsistencies that 

arise as a result of the proposed revisions or that 

arise during the course of this Task Group 

activity. 

 

New Chair to be appointed 

Members:  Walt Vernon (HEA-ELS), Dave 

Dagenais (HEA-ELS), Jim Costley (HEA-ELS), 

Jim Dollard (NEC-Correlating Committee), Larry 

Todd (CMP-15), and Don Talka (NFPA 15) 

 

 

 

 

 

 

 

PPE Certification Task Group.  Evaluate the need 

for certification to the referenced standards and how 

the requirement for certification of Personal 

Protection Equipment could be addressed in NFPA 

70E.  

 

[References: 70E  Tables 130.7(C)(14) and 130.7(F)  

and NEC CC Minute Item 13-10-3] 

Larry Ayer, Chair 

Jim Dollard, Co-Chair 

 

Mike Doherty, Powertel Utilities, Z462 member 

Mark McNellis, Sandia National Labs 

Rod West, Schneider Electric 

Steve Corrado, UL 

 

Procedures TG. Review and make necessary 

changes to the Correlating Committee Policies and 

Supplemental Operating Procedures to align with the 

new Regs, and terminology. 

Vince Saporita, Chair 

Members:  Richard Owen, Jim Dollard, Jr., & 

Mark Earley 

 

Idle as of June 2015 
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Usability TG.  The TG is directed to review all 

instances and uses of the following phrases 

throughout the NEC and other standards under the 

NEC Correlating Committee jurisdiction: 

“the provisions of”  when used in place of "the 

requirements" 

"for the purpose of" 

"for the purposes of this section" 

“and the like”  

"and so forth" (enforceability issues) 

And, within Information Notes, the phrase "For the 

definition of __ see article 100" 

 

The task group is directed to submit purposed changes 

to correct any incorrect use, conflicts, or 

inconsistencies and to comply with the NEC Style 

Manual. 

 

In addition, the task group is directed to review 

Information Notes that refer to sections such as "see 

210.8(A)(3)" and submit purposed changes to delete 

unnecessary or irrelevant references. 

 

Stan Folz, Chair 

Members:  Jim Dollard, Jr., David Hittinger, Paul 

Dobrowsky, Richard Holub, Kim Cervantes (NEC 

Staff Editor)  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

New scope developed at May 2015 FD CC Mtg 

Working Space Clearances TG. Review 

installations above a ceiling and working space 

requirements for other equipment that should also be 

covered in Article 110.  . [Comment 17-19] 

 

Jim Dollard, Chair 

David Hittinger, Co-Chair 

Members:  Susan Scearce, Chad Kennedy, Keith 

Lofland, Jeff Holmes, Randy Hunter, Donny Cook, 

Don Jhonson, Duke Schamel 

 

Idle as of June 2015 

  

 



First Revision No. 55-NFPA 70-2015 [ Section No. 110.16 ]

110.16  Arc-Flash Hazard Warning.

(A)  General.

Electrical equipment, such as switchboards, switchgear, panelboards, industrial control panels, meter socket
enclosures, and motor control centers, that are is  in other than dwelling units, and are is  likely to require
examination, adjustment, servicing, or maintenance while energized, shall be field or factory marked to warn
qualified persons of potential electric arc flash hazards. The marking shall meet the requirements in
110.21(B) and shall be located so as to be clearly visible to qualified persons before examination,
adjustment, servicing, or maintenance of the equipment.

(B)  Service Equipment.

In addition to the requirements in (A), service equipment shall contain the following information:

(1) Nominal system voltage

(2) Arc flash boundary

(3) At least one of the following:

(c) Available incident energy and the corresponding working distance

(c) Minimum arc rating of clothing

(c) Site-specific level of PPE

Informational Note No. 1: NFPA 70E -2012, Standard for Electrical Safety in the Workplace ,
provides guidance, such as determining severity of potential exposure, planning safe work
practices, arc flash labeling, and selecting personal protective equipment.

Informational Note No. 2: ANSI Z535.4-1998, Product Safety Signs and Labels , provides
guidelines for the design of safety signs and labels for application to products.

Submitter Information Verification

Submitter Full Name: CMP 1

Organization: [ Not Specified ]

Street Address:

City:

State:

Zip:

Submittal Date: Thu Jan 22 14:42:41 EST 2015

Correlating Committee Actions

The correlating committee may override this FR with a First Correlating Revision or with a Committee Note

Committee Statement

Committee
Statement:

 Revisions were made based on the requirements in the 2015 edition of NFPA 70E. The phrase “…arc
flash PPE category in Table 130.7(C)(15)(A)(b) or Table 130.7(C)(15)(B) for the equipment, but not
both” was removed from the inclusion in the NEC so that a work practice document would not need to
be referenced.

CMP1 recognizes the scope of both NEC and NFPA 70E and adds these installation-related
requirements into a new 110.16(B) Service Equipment. This new section is limited to service

National Fire Protection Association Report http://submittals.nfpa.org/TerraViewWeb/ContentFetcher?commentPara...
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equipment rather than a broader application.

The information necessary to comply with the additional marking on service equipment is obtainable at
or before the time of installation.

An editorial change was made by replacing “in” to “for.”

Response
Message:

Public Input No. 551-NFPA 70-2014 [Section No. 110.16]

Public Input No. 1491-NFPA 70-2014 [Section No. 110.16]

Public Input No. 4626-NFPA 70-2014 [Section No. 110.16]

Public Input No. 4789-NFPA 70-2014 [Section No. 110.16]

Ballot Results

 This item has passed ballot

12  Eligible Voters

0  Not Returned

7  Affirmative All

3  Affirmative with Comments

2  Negative with Comments

0  Abstention

Affirmative All

Anthony, Michael A.

Barrios, Louis A.

Boyce, Kenneth P.

Gallo, Ernest J.

Iverson, Donald R.

Pierce, James F.

Sayler, Kent A.

Affirmative with Comment

Hickman, Palmer L.

 This is a logical addition of installation requirements into an enforceable Code. The final wording of this First Revision
should have also included either the date the information on this label was determined and/or the date the label was
installed. By including the concept of including a date on the label here on this ballot it would not be considered new
information if included as a comment.

Hittinger, David L.

 I am voting affirmative on the action to create FR 55 with the following comment: It is essential that the date of
application on the label be included in this requirement for several reasons. (1) The existing requirement in 110.24 for
field marking of available fault current on service equipment requires that the date the calculation was performed be
marked on the label. This new labeling requirement in 110.16 must also contain the date for the same reasons it
exists here in 110.24. (2) It is essential that the date be applied for the owner of the service equipment to maintain the
label and for label readers to make a determination on the continued accuracy of the label, which could be impacted if
the service was replaced or the upstream utility transformer was replaced. The insertion of the date in this proposed
revision is included in my ballot statement for public review and to permit comments to be submitted to include the
date. I will not support this proposed revision in the comment stage if the date is not included. Suggested revision: (B)
Service Equipment. In addition to the requirements in (A), service equipment shall contain the following information:
(1) Nominal system voltage (2) Arc flash boundary (3) At least one of the following: (a) Available incident energy and
the corresponding working distance (b) Minimum arc rating of clothing (c) Site-specific level of PPE (4) The date the
label is applied Also, PI 4626 revised the wording in the first paragraph changing "in" to "at" The last sentence in the
committee statement is not correct.

Sood, Mohinder P.

National Fire Protection Association Report http://submittals.nfpa.org/TerraViewWeb/ContentFetcher?commentPara...
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 Too many labels on any piece of equipment may not have the desired effect. It will also be an enforcement issue as
the installers may not pay attention when they see so many labels.

Negative with Comment

Deike, Jr., Roland E.

 EEI votes against the FR-55 revisions to 110.16, since these are prescriptive related practices already covered in
NFPA 70E about incident energy, arc flash boundary, and PPE. Installation related requirements having dated
provisions for markings similar to 110.24 would be more appropriate for the NEC.

Sassaman, Harry J.

 NECA is mindful of the obligations to provide safe work environments for employees and understands requirements
contained within both NFPA 70 National Electrical Code and NFPA 70E Standard for Electrical Safety in the
Workplace. Section 110.16 of the NEC is titled “Arc Flash Hazard Warning.” The information contained in this section
should relate to a generic warning for qualified persons. As resolved by NEC CMP-1 in previous NEC development
cycles, the warning should remain general in nature and should not include information about “how to” protect using
PPE, because this section is not about “how to protect.” The NEC is an installation Code that provides information
and requirements for electrical installations that essentially protect persons and property from hazards arising from
“use of electricity.” It should not include workplace safety requirements related to how to protect against electric
shock, arc-flash and arc-blast events that could occur when workers are performing energized work, justified or not
justified. The label requirements proposed in FD 55 are currently addressed in NFPA 70E, as they should be. The
proposed NEC revision would be inconsistent with the requirements in 70E and would introduce confusion for
installers and inspectors, and would not be practical or enforceable. It also creates problems for manufacturers that
current provide generic arc-flash hazard-warning labels at the factory, which is current provision in this section. The
responsibility for this type of marking detail rests with owners, as indicated in NFPA 70E. With no date and time
included in the proposed marking, there are serious concerns about the validity and accuracy of such information
after the service equipment is initially marked. Another problem is that there are two clearing times (lines side of
service OCPD and load side of service OCPD) upon which the values on such a mark or label should be based,
further complicating the proposed marking requirement. NECA is also concerned that a false sense of security that
might be created, and that the values of energy provided on such marks would not be accurate and compromise
worker and owner safety. These proposed requirements appear to be beyond the NEC scope and should be provided
only in NFPA 70E, and it is the responsibility of an owner to maintain their accuracy and validity. They should not
become an installation requirement in the NEC. NECA emphasizes that compliance with NFPA 70E is a requirement,
not an option.
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