Errata

NFPA 85
Boiler and Combustion Systems Hazards Code
2011 Edition

Reference: 4.11.7.1

Errata No.: 85-11-1


1. Revise 4.11.7.1 to read as follows:

4.11.7.1 Except as noted in 4.11.7.2 4.11.8.2, the burner management system shall be provided with independent logic, independent logic solving hardware, independent input/output systems, and independent power supplies and shall be a device functionally and physically separate from other logic systems.

Issue Date: April 29, 2011

(Note: Electronic products and pamphlet reprints may have this errata incorporated. For current information about the NFPA Codes and Standards, including this errata, please see [www.nfpa.org/codelist](http://www.nfpa.org/codelist))

Copyright © 2011 All Rights Reserved

NATIONAL FIRE PROTECTION ASSOCIATION