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MEMORANDUM 

 

 

 

TO:  National Electrical Code® Correlating Committee  

  

FROM: Sarah Caldwell, Project Administrator 

 

DATE: April 12, 2017 

 

SUBJECT: NFPA 70E Proposed Tentative Interim Amendment (TIA) No. 1253R  

 ______________________________________________________________________________ 

 

The Technical Committee on Electrical Safety in the Workplace has been balloted on proposed TIA 

1253R, submitted by Rodney West of Schneider Electric and endorsed by David Dini of 

Arlington Heights, IL and Louis Barrios of Shell Global Solutions. A copy of the proposed TIA and the 

preliminary results of the TC balloting are attached.   

 

This proposed TIA is being submitted to you for letter ballot. In accordance with Section 5 of the 

Regulations Governing the Development of NFPA Standards, you are being balloted on any 

correlating issues of the proposed TIA and whether this matter is of an emergency nature.  A 

“disagree” vote is limited to subjects within the purview of the Correlating Committee. 

Opposition on a strictly technical basis is not sufficient grounds for substantiating a “disagree” 

vote.   

 

Please complete and return the attached letter ballot to Sarah Caldwell either via email to                 

scaldwell@nfpa.org or via fax to 617-984-7110.  Ballots are due on Wednesday, April 26, 2017 

by 11:59PM (ET). 

 

This proposed TIA 1253R has been published for public comment in the March 2, 2017 issue of 

NFPA News with a Public Comment Closing Date of April 13, 2017.  Any public comments 

received will be circulated to the committee.  Finally, the Standards Council will review and 

consider the issuance of this TIA. 

 

Note:  Please remember that the return of ballots and attendance at committee meetings are 

required in accordance with the Regulations Governing the Development of NFPA Standards. 
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NFPA 70E® - Proposed 2018 Edition 
Standard for Electrical Safety in the Workplace® 
TIA Log No.: 1253R 
Reference:  Annex H.2 
Comment Closing Date:  April 13, 2017 
Submitter:  Rodney West, Schneider Electric 
 
1. Revise Annex H.2 to read as follows: 
 

H.2 Simplified Two-Category Clothing Approach for Use with Table 130.5, Table 130.7(C)(15)(a), 
Table 130.7(C)(15)(b), and Table 130.7(C)(15)(c). 

The use of Table H.2 is a simplified approach to provide minimum PPE for electrical workers within 
facilities with large and diverse electrical systems.  The clothing listed in Table H.2 fulfills the minimum 
arc-rated clothing requirements of Table 130.5(C), Table 130.7(C)(15)(a), Table 130.7(C)(15)(b), and 
Table 130.7(C)(15)(c).  The clothing systems listed in this table should be used with the other PPE 
appropriate for the arc flash PPE category [see Table 130.7(C)(15)(c)].  The notes to Table 130.5(C), 
Table 130.7(C)(15)(a), and Table 130.7(C)(15)(b), and Table 130.7(C)(15)(c) must apply as shown in 
those tables. 

Table H.2 Simplified Two-Category, Arc-Rated Clothing System 

Clothinga Applicable TasksSituations 

Everyday Work Clothing  
Arc-rated long-sleeve shirt with arc-rated pants 

(minimum arc rating of 8)  
or  

Arc-rated coveralls (minimum arc rating of 8) 

All arc flash PPE category 1 and arc flash 
PPE category 2 tasks listed in Situations 
where a risk assessment indicates that 
PPE is required and where Table 130.5 

130.7(C)(15)(a), and Table 130.7(C)(15)(b) 

specify arc flash PPE category 1 or 2b 

Arc Flash Suit  
A total clothing system consisting of arc-rated shirt and 
pants and/or arc-rated coveralls and/or arc flash coat 
and pants (clothing system minimum arc rating of 40) 

All Arc Flash PPE Category 3 and Arc 
Flash PPE Category 4 tasks listed in 
Situations where a risk assessment 

indicates that PPE is required and where 
Table 130.5 130.7(C)(15)(a), and Table 
130.7(C)(15)(b) specify arc flash PPE 

category 3 or 4b 

aNote that other PPE listed in Table 130.7(C)(16) 130.7(C)(15)(c), which include arc-rated face shields 
or arc flash suit hoods, arc-rated hard hat liners, safety glasses or safety goggles, hard hats, hearing 
protection, heavy-duty leather gloves, rubber insulating gloves and leather protectors could be 

required. The arc rating for a garment is expressed in cal/cm2. 

bThe estimated available fault current capacities and fault clearing times are listed in the text of Table 
130.7(C)(15)(a) and Table 130.7(C)(15)(b).  Various tasks are listed in Table 130.5.  For tasks not 
listed, or for power systems with greater than the estimated short-circuit available fault current capacity 
or with longer than the assumed fault clearing times, or arcing durations, an arc flash risk assessment 
is required in accordance with 130.5. Table H.2 cannot be used and arc flash PPE must be determined 
and selected by means of an incident energy analysis in accordance with 130.5(G). 

 
 



 
Substantiation:  This TIA request is being submitted on behalf of a Task Group comprised of 
NFPA 70E technical committee members Rod West (TG Chair) Louis Barrios, Paul Dobrowsky, 
Jim Dollard, Mark McNellis, and the CSA Designated Representative, Daniel Roberts. 
 
The purpose of Annex H.2 and associated Table H.2 is to provide a simplified approach when 
using 130.7(C)(15) Arc Flash PPE Category Method to determine minimum arc flash PPE 
requirements for electrical workers.   
 
First and Second Revisions to the 2018 edition have revised the Arc Flash PPE Category Method 
from a four-table, stand-alone, task and equipment based method to a three-table, equipment based 
method that is used in conjunction with the arc flash risk assessment requirements of 130.5.  Annex 
H.2 and Table H.2 were not revised to reflect this significant change and are unusable in their 
current format.  The table references are incorrect and any references to tasks are confusing and 
misleading. 
 
 
Emergency Nature:  The proposed TIA meets the emergency criteria described in 5.4(a), (b), and 
(f) of the Regulations Governing the Development of NFPA Standards as follows: 
 
(a) The NFPA Standard contains an error or an omission that was overlooked during a regular 

revision process.  
 

Annex H.2 and the associated Table H.2 contain both errors and omissions as noted above. 
 
(b) The NFPA Standard contains a conflict within the NFPA Standard or with another NFPA 

Standard.  
 

Table H.2 currently directs the user to select the protective level of PPE based on task.  This 
conflicts with the risk assessment requirements in 130.5 Arc Flash Risk Assessment and with 
the equipment based Arc Flash PPE Category Tables in 130.7(C)(15). 

 
(f) The proposed TIA intends to correct a circumstance in which the revised NFPA Standard has 
resulted in an adverse impact on a product or method that was inadvertently overlooked in the total 
revision process or was without adequate technical (safety) justification for the action. 
 
The revisions proposed by this TIA are necessary as any attempt to apply the current 
requirements of Annex H.2 will have an adverse impact on worker safety during the performance 
of justified energized tasks that could involve exposure to an arc flash hazard.  As noted above, 
in its current format Table H.2 is confusing and unusable.  The proposed amendment will align 
and harmonize Annex H.2 and Table H.2 with the requirements in rest of the document. 
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MEMORANDUM 

 

 

TO:             Technical Committee on Electrical Safety in the Workplace 

 

FROM:        Sarah Caldwell, Project Administrator 

 

DATE:        April 12, 2017 

 

SUBJECT:        NFPA 70E Proposed TIA No. 1253R PRELIMINARY TC BALLOT RESULTS  

 ________________________________________________________________________________________  

 

According to 5.6(a) in the NFPA Regs, the preliminary results show this TIA HAS NOT achieved the ¾ 

majority vote needed on both Ballot Item No. 1 (Technical Merit) and Ballot Item No. 2 (Emergency 

Nature). 

 

26  Eligible to Vote  

  3  Not Returned (Neitzel, Niemira, Tobias)

Technical Merit: 
  

Emergency Nature: 
  0   Abstentions     0 Abstentions  

18 Agree   17 Agree  

  5 Disagree (Drobnick, Eblen, Gray, Hayes, 

Mohla) 
   6 Disagree (Drobnick, Dyson, Eblen, Gray, 

Hayes, Mohla) 
 

There are two criteria necessary to pass ballot [(1) simple majority (2) affirmative ¾ vote].   Both questions 

must pass ballot in order to recommend that the Standards Council issue this TIA. 

 

(1) In all cases, an affirmative vote of at least a simple majority of the total membership eligible to vote is 

required.  

[26 eligible ÷ 2 = 13 + 1 = (14)] 

 

 (2) The number of affirmative votes needed to satisfy the ¾ requirement is 18.

(26 eligible to vote - 3 not returned - 0 abstentions = 23 × 0.75 = 17.25) 

 

Ballot comments are attached for your review.   

 
This proposed TIA has been published for public comment in the March 2, 2017 issue of NFPA News with a 

Public Comment Closing Date of April 13, 2017.  Any public comments received will be circulated to the 

committee.   

 

 

Attachment 









TECHNICAL COMMITTEE ON ELECTRICAL SAFETY IN THE 

WORKPLACE LETTER BALLOT 

PROPOSED TENTATIVE INTERIM AMENDMENT LOG NO. 1253R 

To Revise Annex H.2 of the Proposed 2018 Edition ofNFPA 70E, 
Standardfor Electrical Safety in the Workplace 

Ballot Item No. 1: 

I agree with the TECHNICAL MERITS of the Proposed TIA to revise Annex H.2. 

AGREE XX DISAGREE* ABSTAIN* 
----- --- -----

EXPLANATION OF VOTE - Please type or print your comments: 

* An explanation shall accompany a "disagree" or "abstain" vote.

The updates to Table references should be handled by editorial (errata) and does not require a

vote. The changing of verbiage in the table and note below is unnecessary and does not meet

the criteria/or "emergency" changes. Also the change to the table notes is new

material and is more appropriately handled in the next revision cycle with a public input.

Ballot Item No. 2: 

I agree that the subject is of an EMERGENCY NATURE.

AGREE 
-----

XX DISAGREE* 
--- ---

ABSTAIN1
' 

-----

EXPLANATION OF VOTE - Please type or print your comments: 

* An explanation shall accompany a "disagree" or "abstain" vote.

The updates to Table references should be handled by editorial (errata) and does not require a
vote. The changing of verbiage in the table and note below is unnecessary and does not meet
the criteria for "emergency" changes. Also the change to the table notes is new material and
is more appropriately handled in the next revision cycle with a public input.

Signature 

t/o. re,� L f tJJen 
Name (Please Print) 

3/17/17
Date 

Please return the ballot on or before Thursday March 30, 2017 by 11:59PM (ET). 

PLEASE RETURN TO: 
Sarah Caldwell, Project Administrator 
NFPA 
1 Batterymarch Park 
Quincy, MA 02169 FAX: (617) 984-7110 E-mail: scaldwell@nfpa.org





TECHNICAL COMMITTEE ON ELECTRICAL SAFETY IN THE 
WORKPLACE LETTER BALLOT 

PROPOSED TENTATIVE INTERIM AMENDMENT LOG NO. 1253R 
To Revise Annex H.2 of the Proposed 2018 Edition of NFPA 70E, 

Standard for Electrical Safety in the Workplace 

 
Ballot Item No. 1:  
I agree with the TECHNICAL MERITS of the Proposed TIA to revise Annex H.2.  
 
____________ AGREE ________X___ DISAGREE*  ____________ ABSTAIN* 
 
EXPLANATION OF VOTE - Please type or print your comments: 
 
*An explanation shall accompany a “disagree” or “abstain” vote. 
_____________________________________________________________________ 
H2 needs to be scraped  ,  revised, 
_____________________________________________________________________ 

 _____________________________________________________________________ 

 
Ballot Item No. 2:  
I agree that the subject is of an EMERGENCY NATURE.  
 
____________ AGREE ________X____ DISAGREE*  ____________ ABSTAIN* 
 
EXPLANATION OF VOTE - Please type or print your comments: 
 
*An explanation shall accompany a “disagree” or “abstain” vote. 
_____________________________________________________________________ 
 
__________Not a emergency 

___________________________________________________________ 

 _____________________________________________________________________ 
 

 ________________________________ 
Signature 
James hayes 
________________________________ 
Name (Please Print) 
3/28/17 
________________________________ 
Date 
 
Please return the ballot on or before Thursday, March 30th, 2017 by 11:59PM (ET). 
 
 
PLEASE RETURN TO: 
Sarah Caldwell, Project Administrator 

NFPA 
1 Batterymarch Park 
Quincy, MA 02169  FAX: (617) 984-7110  E-mail: scaldwell@nfpa.org 

mailto:scaldwell@nfpa.org


TECHNICAL COMMITTEE ON ELECTRICAL SAFETY IN THE 
WORKPLACE LETTER BALLOT 

PROPOSED TENTATIVE INTERIM AMENDMENT LOG NO. 1253R 
To Revise Annex H.2 of the Proposed 2018 Edition of NFPA 70E, 

Standard for Electrical Safety in the Workplace 
Ballot Item No. 1:  
I agree with the TECHNICAL MERITS of the Proposed TIA to revise Annex H.2.  
 
____________ AGREE _______X_____ DISAGREE*  ____________ ABSTAIN* 
 
EXPLANATION OF VOTE - Please type or print your comments: 
 
*An explanation shall accompany a “disagree” or “abstain” vote. 
Yes there is a disconnect because table numbers in H2 are not aligned with the table numbers in the standard. 
However, there is no compelling rationale provided for other changes made in the Annex H2. 
1. The additional language added in the table “_Situations where a risk assessment indicates that PPE is required 
and where” is not necessary. If the risk assessment indicated no PPE is required, there is no reason for a user to go to 
this annex for selection of PPE. 
 
2. The additional wording added at the end “….Table H.2 cannot be used and arc flash PPE must be determined and 

selected by means of an incident energy analysis in accordance with 130.5(G)” is not necessary for two 
reasons 
 ( A) The limitation and proper application of PPE category method is already covered in the main text i.e. An 
incident energy calculation shall be  required for (a) tasks  not listed in the table (b)Power systems with greater 
cases where available fault current is higher available fault current  
(c)__Power systems with higher than fault clearing times and 
 (d) for tasks with less than the minimum working distance_ 
 (B) the phrases utilized “cannot be used” and “must be determined” conveys mandatory requirements that 
should not be used in an Annex.  _ 

 

Ballot Item No. 2:  

I agree that the subject is of an EMERGENCY NATURE.  
 
____________ AGREE _____X_______ DISAGREE*  ____________ ABSTAIN* 
 
EXPLANATION OF VOTE - Please type or print your comments: 
 
*An explanation shall accompany a “disagree” or “abstain” vote. 
 
All the additional text added in the Annex H2 exists in the text so additions are neither necessary nor constitute an 

emergency. Staff can correct table numbers in the Annex H2   editorially or with errata if necessary.  

 ___ _____________________________ 

Signature 
 
___Daleep Mohla ______  ___February 20, 2017_ 
Name (Please Print)    Date 
 
Please return the ballot on or before Tuesday, February 21, 2017 by 11:59PM (ET). 
 
 
PLEASE RETURN TO: 
Sarah Caldwell, Project Administrator 
NFPA 




