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Standards Council Meeting 

SUPPLEMENTAL AGENDA 

August 2 (Noon) 3‐5, 2010 
NFPA Headquarters  
1 Batterymarch Park 
Quincy, MA  02169 

617‐770‐3000 
 

10‐8‐1  Act on the issuance of NFPA 70, National Electrical Code®, with an issuance date 
of August 5, 2010 and an effective date of August 25, 2010, as acted on at the 
Association Meeting, with amendments as follows: 

10‐8‐1‐a  Amendment No. 70‐1 (CAM 70‐1):  Reject an Identifiable part of Comment 1‐101.  
The rejection of the identifiable part results in the rejection of the last 5 words of 
the accepted text in the third paragraph of 110.14(A) in Comment 1‐101 as 
follows:   

Connectors and terminals for conductors more finely 
stranded than Class B and Class C stranding as shown in 
Chapter 9, Table 10 shall be identified for the specific 
conductor class or classes and the number of strands. 

(Passed Panel ballot, Passed TCC ballot) 

10‐8‐1‐b 
Appeal 

Appeal of P. Keleher, Paul Keleher Electrical Services requesting that the Council 
overturn the Association action, and accept an identifiable part of Proposal 2‐193.  
The acceptance of the identifiable part results in accepting the following new 
text: 

210.19(A) Branch Circuits Not More than 600 Volts.   
(5) Permissible Voltage Drop.  The circuit conductors of 
a 15 or 20‐ampere/120‐volt branch circuit shall be sized 
such that voltage‐drop measured at the rated ampacity 
of the circuit shall be 5% or less at any outlet. 

This motion (CAM 70‐3) failed on the floor of the Association Meeting.  See 
Attachment 10‐8‐1‐b 

10‐8‐1‐c 
Appeal 

Appeal of M. Flegel, Reliance Controls requesting that the Council overturn the 
Association action, and accept Comment 3‐69.  This motion (CAM 70‐6) failed on 
the floor of the Association meeting.  See Attachment 10‐8‐1‐c 

10‐8‐1‐d  Amendment No. 70‐2 (CAM 70‐5):  Reject Comment 3‐22. (Failed Panel ballot, 
Failed TCC ballot)  See Attachment 10‐8‐1‐d  See Supplemental Attachment 10‐8‐
1‐d 

10‐8‐1‐e 
Appeal 

Appeal of C. Turner, Generac Power Systems requesting that the Council grant an 
extension to the implementation date described in the new requirement to 
Article 590.6 from January 2, 2011 to January 1, 2012 so that the manufacturers 
can redesign their products to comply with the new requirement to Article 590.6.  
See Attachment 10‐8‐1‐e 

10‐8‐1‐f  Appeal of C. Compagnone, Jr., CompaCovers requesting that the Council overturn 
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Appeal  the Association action, and accept Comment 9‐26.  This motion (CAM 70‐12) 
failed on the floor of the Association Meeting.  See Attachment 10‐8‐1‐f  See 
Supplemental Attachment 10‐8‐1‐f 

10‐8‐1‐f‐1  Comment received on the appeal filed by C. Compagnone to overturn the 
Association action, and accept Comment 9‐26 (CAM 70‐12).  See Attachment 10‐
8‐1‐f‐1 

10‐8‐1‐g  Amendment No. 70‐3 (CAM 70‐16):  Return a portion of a Report in the form of a 
Proposal 11‐107a and related Comments 11‐43a, 11‐44, 11‐45, 11‐46 and 11‐47. 
(Passed Panel ballot, Passed TCC ballot)   See Attachment 10‐8‐1‐g   

10‐8‐1‐h  Amendment No. 70‐4 (CAM 70‐17):  Accept as Modified by Panel for Comment 
13‐96.  (Passed Panel ballot, Passed TCC ballot)  See Attachment 10‐8‐1‐h  See 
Supplemental Attachment 10‐8‐1‐h 

10‐8‐1‐i  Amendment No. 70‐5 (CAM 70‐20):  Reject Comment 15‐101.  (Failed Panel 
ballot, Failed TCC ballot)  See Attachment 10‐8‐1‐i  See Supplemental Attachment 
10‐8‐1‐i 

10‐8‐1‐i‐1 
Appeal 

Appeal of D. Mercier, Southwire Company requesting that the Council overturn 
the Association action, and accept Comment 15‐101.  This motion (CAM 70‐20) 
passed on the floor of the Association Meeting.  (Failed Panel ballot, Failed TCC 
ballot)  See Attachment 10‐8‐1‐i‐1 

10‐8‐1‐i‐1‐a  Three comments received on the appeal filed by D. Mercier to overturn the 
Association action, and accept Comment 15‐101.  See Supplemental Attachment 
10‐8‐1‐i‐1‐a 

10‐8‐1‐j  Amendment No. 70‐6 (CAM 70‐22):  Accept Comment 17‐86.  (Failed Panel ballot, 
Failed TCC ballot)  See Attachment 10‐8‐1‐j  See Supplemental Attachment 10‐8‐
1‐j 

10‐8‐1‐j‐1 
Appeal 

Appeal of W. Robinson, Lothian, MD requesting that the Council uphold floor 
action and accept Comment 17‐86.  This motion (CAM 70‐22) passed on the floor 
of the Association Meeting.  (Failed Panel ballot, Failed TCC ballot)  See 
Attachment 10‐8‐1‐j‐1  See Supplemental Attachment 10‐8‐1‐j‐1 

10‐8‐1‐j‐1‐a 
 
Six comments received on the appeal filed by W. Robinson to uphold floor action, 
and accept Comment 17‐86 (CAM 70‐22).  See Attachment 10‐8‐1‐j‐1‐a  See 
Supplemental Attachment 10‐8‐1‐j‐1‐a 

10‐8‐1‐k 
Appeal 

Appeal of M. Haag and T. Schaupp, Kaco New Energy requesting that the Council 
remove Article 690.11 from the proposed 2011 edition of NFPA 70 or to modify it 
to allow for a future effective‐date that awaits the availability of a relevant 
standard and accounts for a reasonable time frame thereafter for the industry to 
develop a robust and commercially viable solution.  See Attachment 10‐8‐1‐k 

10‐8‐1‐l 
Appeal 

Appeal of J. Krehnke, SMA Solar Technology America, LLC requesting that the 
Council remove Article 690.11 from the proposed 2011 edition of NFPA 70 or 
issue a modification to the original Proposal 4‐205 that allows for a future 
effective date that awaits the availability of a relevant UL standard and accounts 
for a reasonable time frame thereafter to allow the industry to develop a robust 
and commercially viable solution.  See Attachment 10‐8‐1‐l 
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10‐8‐1‐k/l  One comment received on the appeals filed by M. Haag and J. Krehnke requesting 
the Council remove Article 690.11 from the proposed 2011 edition of NFPA 70 or 
issue a modification to Proposal 4‐205.  See Supplemental Attachment 10‐8‐1‐k/l 

10‐8‐2  Act on the issuance of NFPA 18, Standard on Wetting Agents, with an issuance 
date of August 5, 2010 and an effective date of August 25, 2010, as acted on at 
the Association Meeting, without amendments. 

10‐8‐2‐a 
Appeal 

Appeal of M. Greiner, Hazard Control Technologies, Inc. requesting that the 
Council overturn the Association action, and reject an identifiable part of 
Comment 18‐4.  This motion (CAM 18‐1) failed on the floor of the Association 
meeting.  See Attachment 10‐8‐2‐a. 

10‐8‐2‐a‐1  Three comments received on the appeal filed by M. Greiner requesting that the 
Council overturn the Association action, and reject an identifiable part of 
Comment 18‐4.   See Supplemental Attachment 10‐8‐2‐a‐1 

10‐8‐3  Act on the issuance of NFPA 25, Standard for the Inspection, Testing, and 
Maintenance of Water‐Based Fire Protection Systems, with an issuance date of 
August 5, 2010 and an effective date of August 25, 2010, as acted on at the 
Association Meeting, with amendments as follows: 

10‐8‐3‐a  Amendment No. 25‐1(CAM 25‐11):  Accept Comment 25‐41.  (Failed ballot)  See 
Attachment 10‐8‐3‐a  See Supplemental Attachment 10‐8‐3‐a 

10‐8‐3‐a‐1 
Appeal 

Appeal of R. Ray, Cybor Fire Protection Company requesting that the Council 
uphold the Association action, and accept Comment 25‐41.  This motion (CAM 
25‐11) passed on the floor of the Association meeting.  (Failed ballot)  See 
Attachment 10‐8‐3‐a‐1 

10‐8‐3‐b  Amendment No. 25‐2(CAM 25‐15):  Accept Comment 25‐104.  (Passed ballot) See 
Attachment 10‐8‐3‐b  See Supplemental Attachment 10‐8‐3‐b 

10‐8‐3‐b‐1 
Appeal 

Appeal of R. Fleming, National Fire Sprinkler Association, requesting that the 
Council uphold the Association action, and accept Comment 25‐104.  This motion 
(CAM 25‐15) passed on the floor of the Association meeting.  (Passed ballot)  See 
Attachment 10‐8‐3‐b‐1 

10‐8‐3‐c  Amendment No. 25‐3(CAM 25‐19):  Accept Comment 25‐101.  (Failed ballot)  See 
Attachment 10‐8‐3‐c  See Supplemental Attachment 10‐8‐3‐c 

  10‐8‐3‐c‐1 
Appeal 

Appeal of L. Larrimer, US Department of Veterans Affairs requesting that the 
Council uphold the Association action, and accept comment 25‐101.  This motion 
(CAM 25‐19) passed on the floor of the Association meeting.  (Failed ballot)  See 
Attachment 10‐8‐3‐c‐1 

10‐8‐3‐d 
Appeal 

Appeal of J. Elvove, U.S. General Services Administration requesting that the 
Council overturn the Association action, and accept Comment 25‐11.  This motion 
(CAM 25‐4) failed on the floor of the Association meeting.  See Attachment 10‐8‐
3‐d 

10‐8‐3‐e 
Appeal 

Appeal of J. Elvove, U.S. General Services Administration requesting that the 
Council overturn the Association action, and accept Comment 25‐24.  This motion 
(CAM 25‐7) failed on the floor of the Association meeting.  See Attachment 10‐8‐
3‐e  See Supplemental Attachment 10‐8‐3‐e 
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10‐8‐3‐f 
Appeal 

Appeal of R. Ray, Cybor Fire Protection Company requesting that the Council 
overturn the Association action, and reject Comments 25‐68, 25‐70, 25‐71, and 
25‐72.  This motion (CAM 25‐13) failed on the floor of the Association meeting.  
See Attachment 10‐8‐3‐f 

10‐8‐4  Act on the issuance of NFPA 45, Standard on Fire Protection for Laboratories 
Using Chemicals, with an issuance date of August 5, 2010 and an effective date of 
August 25, 2010, as acted on at the Association Meeting, without amendments. 

10‐8‐5  Act on the issuance of NFPA 53, Recommended Practice on materials, Equipment, 
and Systems Used in Oxygen‐Enriched Atmospheres, with an issuance date of 
August 5, 2010 and an effective date of August 25, 2010, as acted on at the 
Association Meeting, without amendments. 

10‐8‐5‐a 
Appeal 

Appeal of M. Hirschler, GBH International, requesting that the Council overturn 
the Association action, and accept motion 53‐2 to return the entire report to the 
committee.  This motion (CAM 53‐2) failed on the floor of the Association 
Meeting.  See Attachment 10‐8‐5‐a 

10‐8‐6  Act on the issuance of NFPA 58, Liquefied Petroleum Gas Code, with an issuance 
date of August 5, 2010 and an effective date of August 25, 2010, as acted on at 
the Association Meeting, with amendments as follows:  (SEE RELATED TIA ITEM 
10‐8‐23) 

10‐8‐6‐a  Amendment No. 58‐1(CAM 58‐3):  Accept Comment 58‐30.  (Passed ballot)  See 
Attachment 10‐8‐6‐a 

10‐8‐6‐b  Amendment No. 58‐2(CAM 58‐5):  Accept Comment 58‐49.  (Failed ballot)  See 
Attachment 10‐8‐6‐b  See Supplemental Attachment 10‐8‐6‐b 

10‐8‐6‐b‐1 
Appeal 

Appeal of M. Gomez, US Chemical Safety and Hazard Investigation Board, 
requesting that the Council uphold the Association action, and accept Comment 
58‐49.  This motion (CAM 58‐5) passed on the floor of the Association Meeting.  
(Failed ballot)  See Attachment 10‐8‐6‐b‐1 

10‐8‐6‐b‐1‐a  Two comments received on the appeal filed by M. Gomez to uphold the 
Association action, and accept Comment 58‐49  See Attachment 10‐8‐6‐b‐1‐a  See 
Supplemental Attachment 10‐8‐6‐b‐1‐a 

10‐8‐6‐c  Amendment No. 58‐3(CAM 58‐7):  Accept a modified motion to Proposal 58‐154.  
The modified motion deleted the following sentence from Proposal 58‐154:  

This requirement shall apply to all new installations and to 
all existing installations within one year of adoption of this 
code. 

(Passed ballot)  See Attachment 10‐8‐6‐c 

10‐8‐7  Act on the issuance of NFPA 86, Standard for Ovens and Furnaces, with an 
issuance date of August 5, 2010 and an effective date of August 25, 2010, as 
acted on at the Association Meeting, without amendments. (SEE RELATED TIA 
ITEMS 10‐8‐26 and 10‐8‐27) 

10‐8‐7‐a 
Appeal 

Appeal of M. Hirschler, GBH International, requesting that the Council overturn 
the Association action, and accept Comment 86‐5.  This motion (CAM 86‐1) failed 
on the floor of the Association Meeting.  See Attachment 10‐8‐7‐a 
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10‐8‐7‐a‐1  Five comments received on the appeal filed by M. Hirschler to overturn the 
Association action, and accept Comment 86‐5 (CAM 86‐1).  See Attachment 10‐8‐
7‐a‐1  See Supplemental Attachment 10‐8‐7‐a‐1 

10‐8‐8  Act on the issuance of NFPA 96, Standard for Ventilation Control and Fire 
Protection of Commercial Cooking Operations, with an issuance date of August 5, 
2010 and an effective date of August 25, 2010, as acted on at the Association 
Meeting, without amendments. 

10‐8‐9  Act on the issuance of NFPA 204, Standard for Smoke and Heat Venting, with an 
issuance date of August 5, 2010 and an effective date of August 25, 2010, as 
acted on at the Association Meeting, with amendments as follows: 

10‐8‐9‐a  Amendment No. 204‐1(CAM 204‐1):  Reject Comment 204‐8.  Acceptance of this 
motion was followed by an accepted motion to return the document to the 
responsible TC for further study.  (Passed ballot on return of document)  See 
Attachment 10‐8‐9‐a 

10‐8‐9‐a‐1  Informational ballot results from the Committee on the return revision cycle of 
the document.  See Supplemental Attachment 10‐8‐9‐a‐1 

10‐8‐10  Act on the issuance of NFPA 214, Standard on Water‐Cooling Towers, with an 
issuance date of August 5, 2010 and an effective date of August 25, 2010, as 
acted on at the Association Meeting, without amendments. 

10‐8‐10‐a 
Appeal 

Appeal of M. Hirschler, GBH International, requesting that the Council overturn 
the Association action, and reject Comment 214‐1.   This motion (CAM 214‐1) 
failed on the floor of the Association Meeting.  See Attachment 10‐8‐10‐a 

10‐8‐11  Act on the issuance of NFPA 303, Fire Protection Standard for Marinas and 
Boatyards, with an issuance date of August 5, 2010 and an effective date of 
August 25, 2010, as acted on at the Association Meeting, without amendments. 

10‐8‐12  Act on the issuance of NFPA 502, Standard for Road Tunnels, Bridges, and Other 
Limited Access Highways, with an issuance date of August 5, 2010 and an 
effective date of August 25, 2010, as acted on at the Association Meeting, with 
amendments as follows: 

10‐8‐12‐a  Amendment No. 502‐1(CAM 502‐8):  Accept Comment 502‐45.  (Passed ballot)  
See Attachment 10‐8‐12‐a 

10‐8‐13  Act on the issuance of NFPA 654, Standard for the Prevention of Fire and Dust 
Explosions from the Manufacturing, Processing, and Handling of Combustible 
Particulate Solids, with an issuance date of August 5, 2010 and an effective date 
of August 25, 2010, as acted on at the Association Meeting, with amendments as 
follows: 

10‐8‐13‐a  Amendment No. 654‐1(CAM 654‐9):  Return Entire Report.  (Failed ballot on 
return of document)  See Attachment 10‐8‐13‐a 

10‐8‐13‐a‐1  Informational ballot results from the Committee on the return revision cycle of 
the document.  See Supplemental Attachment 10‐8‐13‐a‐1 

10‐8‐13‐a‐2 
Appeal 

Appeal of W. Frank, Frank Risk Solutions, Inc., requesting that the Council 
overturn the Association action to return the entire report).  This motion (CAM 
654‐9) passed on the floor of the Association Meeting.  (Failed ballot on return of 
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document)  See Attachment 10‐8‐13‐a‐2 

10‐8‐13‐a‐3 
Appeal 

Appeal of S. Lancey, American Forest and Paper Association, requesting that the 
Council uphold the Association action to return the entire report.  This motion 
(CAM 654‐9) passed on the floor of the Association Meeting.  (Failed ballot on 
return of document)  See Attachment 10‐8‐13‐a‐3 

10‐8‐13‐a‐4 
Appeal 

Appeal of H. Castles, EEI Loss Control/Fire Protection Task Group, requesting that 
the Council uphold the Association action to return the entire report.  This 
motion (CAM 654‐9) passed on the floor of the Association Meeting.  (Failed 
ballot on return of document)  See Attachment 10‐8‐13‐a‐4 

10‐8‐13‐a‐5 
Appeal 

Appeal of B. Chastain, Global Health and Safety, Georgia‐Pacific, requesting that 
the Council uphold the Association action to return the entire report.  This 
motion (CAM 654‐9) passed on the floor of the Association Meeting.  (Failed 
ballot on return of document)  See Attachment 10‐8‐13‐a‐5 

10‐8‐13‐a‐5‐1  One comment received on the appeal filed by B. Chastain requesting that the 
Council uphold the Association action to return the entire report.  See 
Supplemental Attachment 10‐8‐13‐a‐5‐1 

10‐8‐13‐a‐6 
Appeal 

Appeal of S. Francis, American Forest and Paper Association, requesting that the 
Council uphold the Association action to return the entire report.  This motion 
(CAM 654‐9) passed on the floor of the Association Meeting.  (Failed ballot on 
return of document)  See Attachment 10‐8‐13‐a‐6    

10‐8‐13‐a‐6‐1  One comment received on the appeal filed by S. Francis requesting that the 
Council uphold the Association action to return the entire report.  See 
Supplemental Attachment 10‐8‐13‐a‐6‐1 

10‐8‐13‐a‐7 
Appeal 

Appeal of J. Cholin, J.M. Cholin Consultants, Inc., requesting that the Council 
uphold the Association action to return the entire report.  This motion (CAM 654‐
9) passed on the floor of the Association Meeting.  (Failed ballot on return of 
document)  See Attachment 10‐8‐13‐a‐7 

10‐8‐13‐a‐7‐1  One comment received on the appeal filed by J. Cholin requesting that the 
Council uphold the Association action to return the entire report.  See 
Supplemental Attachment 10‐8‐13‐a‐7‐1 

10‐8‐13‐b 
Appeal 

Appeal of J. Cholin, J.M. Cholin Consultants, Inc., requesting that the Council 
uphold the Association action to accept Comment 654‐5.  This motion (CAM 654‐
1) had passed on the floor of the Association Meeting before the motion to 
return the Document to Committee.  See Attachment 10‐8‐13‐b 

10‐8‐13‐b‐1 
Appeal 

Appeal W. Frank, Frank Risk Solutions, Inc., requesting that the Council overturn 
the Association action to accept Comment 654‐5.  This motion (CAM 654‐1) had 
passed on the floor of the Association Meeting before the motion to return the 
Document to Committee.  See Attachment 10‐8‐13‐b‐1 

10‐8‐13‐b‐1‐a One comment received on the appeal filed by J. Cholin requesting that the 
Council uphold the Association action to return the entire report.  See 
Supplemental Attachment 10‐8‐13‐b‐c‐d/e‐1‐a 

10‐8‐13‐c 
Appeal 

Appeal of J. Cholin, J.M. Cholin Consultants, Inc., requesting that the Council 
uphold the Association action to return a portion of a Report in the form of 
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identifiable part of Proposal 654‐15 and related Comment 654‐10.  The 
identifiable part that is to be returned is the new proposed Section 6‐1.  This 
motion (CAM 654‐3) had passed on the floor of the Association Meeting before 
the motion to return the Document to Committee.  See Attachment 10‐8‐13‐c 

10‐8‐13‐c‐1 
Appeal 

Appeal of W. Frank, Frank Risk Solutions, Inc., requesting that the Council 
overturn the Association action to return a portion of a Report in the form of 
identifiable part of Proposal 654‐15 and related Comment 654‐10.  The 
identifiable part that is to be returned is the new proposed Section 6.1.  This 
motion (CAM 654‐3) had passed on the floor of the Association Meeting before 
the motion to return the Document to Committee.  See Attachment 10‐8‐13‐c‐1 

10‐8‐13‐c‐1‐a One comment received on the appeal filed by J. Cholin requesting that the 
Council uphold the Association action to return the entire report.  See 
Supplemental Attachment 10‐8‐13‐b‐c‐d/e‐1‐a 

10‐8‐13‐d 
Appeal 

Appeal of J. Cholin, J.M. Cholin Consultants, Inc., requesting that the Council 
accept Comment 654‐33.  This motion (CAM 654‐6) had been tabled on the floor 
of the Association Meeting before the motion to return the Document to 
Committee.  See Attachment 10‐8‐13‐d 

10‐8‐13‐e 
Appeal 

Appeal of J. Cholin, J.M. Cholin Consultants, Inc., requesting that the Council 
accept Comment 654‐7 and 654‐10.  This motion (CAM 654‐8) had been tabled on 
the floor of the Association Meeting before the motion to return the Document 
to Committee.  See Attachment 10‐8‐13‐e 

10‐8‐13‐d/e  Two comments received on the appeals filed by J. Cholin to accept Comment 654‐
33, Comment 654‐7 and 654‐10 (CAMs 86‐6 and 86‐8).  These motions were 
tabled at the Association Meeting.  See Attachment 10‐8‐13‐d/e  See 
Supplemental Attachment 10‐8‐13‐b‐c‐d/e‐1‐a 

10‐8‐14  The 2010 Revision Cycle Consent Documents were letter balloted by the Council 
with an issuance date of June 1, 2010 and an effective date of June 21, 2010, as 
shown below: No action is necessary 
 
30B   Code for the Manufacture and Storage of Aerosol Products 
33      Standard for the Spray Application Using Flammable or Combustible 
          Materials 
34      Standard for Dipping and Coating Processes Using Flammable or  
          Combustible Liquids 
40      Standard for the Storage and Handling of Cellulose Nitrate Film 
73      Electrical Inspection Code for Existing Dwellings 
87      Recommended Practice for Fluid Heaters (New) 
88A   Standard for Parking Structures 
160   Standard for the Use of Flame Effects Before an Audience 
307   Standard for the Construction and Fire Protection of Marine Terminals,  
          Piers, and Wharves 
312   Standard for Fire Protection of Vessels During Construction, Conversion, 
          Repair, and Lay‐Up 
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556   Guide on Methods for Evaluating Fire Hazard to Occupants of Passenger 
          Road Vehicles (New) 
780   Standard for the Installation of Lightning Protection Systems 
1000 Standard for Fire Service Professional Qualifications Accreditation and 
          Certification Systems 
1071 Standard for Emergency Vehicle Technician Professional Qualifications 
1126 Standard for the Use of Pyrotechnics Before a Proximate Audience 
1145 Guide for the Use of Class A Foams in Manual Structural Fire Fighting 
 
The following documents received Certified Amending Motions but CAMS were 
not pursued by their submitters, therefore, they become consent documents.  
These documents have an issuance date of July 2, 2010 and effective date of July 
22, 2010 
 
276   Standard Method of Fire Tests for Determining the Heat Release Rate of 
          Roofing Assemblies with Combustible Above‐Deck Roofing Components 
409   Standard on Aircraft Hangars 
505   Fire Safety Standard for Powered Industrial Trucks Including Type 
          Designations, Areas of Use, Conversions, Maintenance, and Operations 

10‐8‐15  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 7.6.1, of 
the 2010 edition of NFPA 13, Standard for the Installation of Sprinkler Systems, 
(TIA No. 998). Comment closing date was July 23, 2010.  See Supplemental 
Attachment 10‐8‐15 

10‐8‐15‐a  Text of proposed TIA No. 998.  See Attachment 10‐8‐15‐a 

10‐8‐15‐b  Ballot results of proposed TIA No. 998.  Passed TC ballot on both emergency 
nature and technical merit.   Passed TCC ballot on emergency nature and Failed 
on correlation issues.  See Attachment 10‐8‐15‐b  See Supplemental Attachment 
10‐8‐15‐b 

10‐8‐15‐c  Four comments have been received on proposed TIA No. 998.    See 
Supplemental Attachment 10‐8‐15‐c  See Supplemental Attachment 10‐8‐15‐c 

10‐8‐15‐d  Presentation by S. Wolin, Code Consultants on fire test data for sprinkler systems 
with various antifreeze concentrations.  This presentation will be related to the 
total of six Tentative Interim Amendments proposed to NFPA 13, NFPA 13D, and 
NFPA 13R.  See Attachment 10‐8‐15‐d 

10‐8‐16  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 7.6.1, of 
the 2010 edition of NFPA 13, Standard for the Installation of Sprinkler Systems, 
(TIA No. 1000). Comment closing date was July 23, 2010. 

10‐8‐16‐a  Text of proposed TIA No. 1000.  See Attachment 10‐8‐16‐a 

10‐8‐16‐b  Ballot results of proposed TIA No. 1000.  Passed TC ballot on emergency nature 
and Failed TC on technical merit.   Passed TCC ballot on emergency nature and 
Failed on correlation issues.  See Attachment 10‐8‐16‐b  See Supplemental 
Attachment 10‐8‐16‐b 

10‐8‐16‐c  Three comments have been received on proposed TIA No. 1000.    See 
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Supplemental Attachment 10‐8‐16‐c 

10‐8‐16‐d 
Appeal 

Appeal of D. Hague, Liberty Mutual, requesting that the Council issue the 
proposed TIA to NFPA 13 (TIA No. 1000)  No Attachment 

10‐8‐17  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 4.1.4, 
8.3.3, and Table 8.3.3.2.3 of the 2010 edition of NFPA 13D, Standard for the 
Installation of Sprinkler Systems in One‐ and Two‐Family Dwellings and 
Manufactured Homes, (TIA No. 996). Comment closing date was July 23, 2010. 

10‐8‐17‐a  Text of proposed TIA No. 996.  See Attachment 10‐8‐17‐a 

10‐8‐17‐b  Ballot results of proposed TIA No. 996.  Passed TC ballot on emergency nature, 
Failed TC on technical merit.  Passed TCC ballot on emergency nature and Failed 
on correlation issues.   See Attachment 10‐8‐17‐b  See Supplemental Attachment 
10‐8‐17‐b 

10‐8‐17‐c  Five comments have been received on proposed TIA No. 996.    See Supplemental 
Attachment 10‐8‐17‐c 

10‐8‐17‐d 
Appeal 

Appeal of K. Isman, NFSA, requesting that the Council issue the proposed TIA to 
NFPA 13D (TIA No. 996)  No Attachment 

10‐8‐18  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 3.3.9.1, 
4.1.4, 5.2.7, and 8.3.3 of the 2010 edition of NFPA 13D, Standard for the 
Installation of Sprinkler Systems in One‐ and Two‐Family Dwellings and 
Manufactured Homes, (TIA No. 994). Comment closing date was July 23, 2010. 

10‐8‐18‐a  Text of proposed TIA No. 994.  See Attachment 10‐8‐18‐a 

10‐8‐18‐b  Ballot results of proposed TIA No. 994.  Passed TC ballot on emergency nature 
and Failed technical merit.  Passed TCC ballot on emergency nature and Failed on 
correlation issues.  See Attachment 10‐8‐18‐b  See Supplemental Attachment 10‐
8‐18‐b 

10‐8‐18‐c  Five comments have been received on proposed TIA No. 994.    See Attachment 
10‐8‐18‐c  See Supplemental Attachment 10‐8‐18‐c 

10‐8‐18‐d 
Appeal 

Appeal of M. Pilette, Mechanical Designs Ltd., requesting that the Council issue 
the proposed TIA to NFPA 13D (TIA No. 994).  No Attachment  

10‐8‐19  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 4.7 and 
5.4.3 of the 2010 edition of NFPA 13R, Standard for the Installation of Sprinkler 
Systems in Residential Occupancies up to and Including Four Stories in Height, (TIA 
No. 995). Comment closing date was July 23, 2010. 

10‐8‐19‐a  Text of proposed TIA No. 995.  See Attachment 10‐8‐19‐a 

10‐8‐19‐b  Ballot results of proposed TIA No. 995.  Passed TC ballot on emergency nature, 
Failed technical merit.  Passed TCC ballot on emergency nature and Failed on 
correlation issues.   See Attachment 10‐8‐19‐b  See Supplemental Attachment 10‐
8‐19‐b 

10‐8‐19‐c  Three comments have been received on proposed TIA No. 995.    See 
Supplemental  Attachment  10‐8‐19‐c 

10‐8‐19‐d 
Appeal 

Appeal of M. Pilette, Mechanical Designs Ltd., requesting that the Council issue 
the proposed TIA to NFPA 13R (TIA No. 995).  No Attachment  

10‐8‐20  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 4.7 of 
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the 2010 edition of NFPA 13R, Standard for the Installation of Sprinkler Systems in 
Residential Occupancies up to and Including Four Stories in Height, (TIA No. 997). 
Comment closing date was July 23, 2010. 

10‐8‐20‐a  Text of proposed TIA No. 997.  See Attachment 10‐8‐20‐a 

10‐8‐20‐b  Ballot results of proposed TIA No. 997.  Passed TC ballot on emergency nature, 
Failed technical merit.   Passed TCC ballot on emergency nature and Failed on 
correlation issues.  See Attachment 10‐8‐20‐b  See Supplemental Attachment 10‐
8‐20‐b 

10‐8‐20‐c  Five comments have been received on proposed TIA No. 997.    See Supplemental 
Attachment 10‐8‐20‐c 

10‐8‐20‐d 
Appeal 

Appeal of K. Isman, NFSA, requesting that the Council issue the proposed TIA to 
NFPA 13R (TIA No. 997)  No Attachment 

10‐8‐21  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 3.3.x 
Alcohol Blended Motor Fuel, 6.2.3, and Table B.1 of the 2008 edition of NFPA 
30A, Code for Motor Fuel Dispensing Facilities and Repair Garages, (TIA No. 985). 
Comment closing date was June 18, 2010. 

10‐8‐21‐a  Text of proposed TIA No. 985.  See Attachment 10‐8‐21‐a 

10‐8‐21‐b  Ballot results of proposed TIA No. 985.  Failed TC ballot on both technical merit 
and emergency nature.   See Attachment 10‐8‐21‐b 

10‐8‐21‐c  Three comments were received on proposed TIA No. 985.    See Attachment 10‐8‐
21‐c 

10‐8‐22  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 8.3 of 
the 2009 edition of NFPA 54, National Fuel Gas Code, (TIA No. 984R). Comment 
closing date was July 16, 2010.  See related Agenda Item 10‐8‐38 

10‐8‐22‐a  Text of proposed TIA No. 984R.  See Attachment 10‐8‐22‐a 

10‐8‐22‐b  Ballot results of proposed TIA No. 984R.  Passed TC ballot on both technical merit 
and emergency nature   See Attachment 10‐8‐22‐b  See Supplemental 
Attachment 10‐8‐22‐b  

10‐8‐22‐c  Five comments were received on proposed TIA No. 984R.  See Attachment 10‐8‐
22‐c  See Supplemental Attachment 10‐8‐22‐c 

10‐8‐23  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 
5.2.1.11, 6.6.6, A.6.6.6 and 14.3.1.4 of the proposed 2011 edition of NFPA 58, 
Liquefied Petroleum Gas Code, (TIA No. 986). Comment closing date was May 14, 
2010. 

10‐8‐23‐a  Text of proposed TIA No. 986.  See Attachment 10‐8‐23‐a 

10‐8‐23‐b  Ballot results of proposed TIA No. 986.  Passed TC ballot on both technical merit 
and emergency nature.  See Attachment 10‐8‐23‐b 

10‐8‐23‐c  No comments were received on proposed TIA No. 986.  No Attachment 

10‐8‐24  Act on the issuance of a proposed Tentative Interim Amendment (TIA) to 
90.2(B)(5)(b) of the 2008 edition of NFPA 70, National Electrical Code®, (TIA No. 
990). Comment closing date was June 18, 2010. 

10‐8‐24‐a  Text of proposed TIA No. 990. See Attachment 10‐8‐24‐a 

10‐8‐24‐b  Ballot results of proposed TIA No. 990. Passed TCC ballot on correlation issues 
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and emergency nature.  Passed Panel ballot on both technical merit and 
emergency nature.  See Attachment 10‐8‐24‐b 

10‐8‐24‐c  One comment was received on proposed TIA No. 990. See Attachment 10‐8‐24‐c 

10‐8‐25  Act on the issuance of proposed Tentative Interim Amendment (TIA) to 9.2.7.3       
of the 2007 edition of NFPA 79, Electrical Standard for Industrial Machinery, (TIA 
No. 989). Comment closing date was June 18, 2010. 

10‐8‐25‐a  Text of proposed TIA No. 989.  See Attachment 10‐8‐25‐a 

10‐8‐25‐b  Ballot results of proposed TIA No. 989.  Failed TC ballot on both technical merit 
and emergency nature.  Failed TCC ballot on both correlation issues and 
emergency nature.  See Attachment 10‐8‐25‐b 

10‐8‐25‐c  One comment was received on proposed TIA No. 989. See Attachment 10‐8‐25‐c 

10‐8‐26  Act on the issuance of proposed Tentative Interim Amendment (TIA) to 7.4.10.2 
of the proposed 2011 edition of NFPA 86, Standard on Ovens and Furnaces, (TIA 
No. 987). Comment closing date was May 14, 2010.   

10‐8‐26‐a  Text of proposed TIA No. 987. See Attachment 10‐8‐26‐a 

10‐8‐26‐b  Ballot results of proposed TIA No. 987.  Passed TC ballot on both technical merit 
and emergency nature.   See Attachment 10‐8‐26‐b 

10‐8‐26‐c  No comments were received on proposed TIA No. 987.  No Attachment 

10‐8‐27  Act on the issuance of proposed Tentative Interim Amendment (TIA) to 14.5.1.7.4 
and A.14.5.1.7.4 of the proposed 2011 edition of NFPA 86, Standard for Ovens 
and Furnaces, (TIA No. 988). Comment closing date was May 14, 2010.   

10‐8‐27‐a  Text of proposed TIA No. 988.  See Attachment 10‐8‐27‐a 

10‐8‐27‐b  Ballot results of proposed TIA No. 988.  Passed Committee ballot on both 
technical merit and emergency nature.  See Attachment 10‐8‐27‐b 

10‐8‐27‐c  No comments were received on proposed TIA No. 988.  No Attachment 

10‐8‐28  Act on the issuance of proposed Tentative Interim Amendment (TIA) to 11.4.1.1 
of the 2010 edition of NFPA 850, Recommended Practice for Fire Protection for 
Electric Generating Plants and High Voltage Direct Current Converter Stations, 
(TIA No. 982). Comment closing date was March 19, 2010.   

10‐8‐28‐a  Text of proposed TIA No. 982.  See Attachment 10‐8‐28‐a 

10‐8‐28‐b  Ballot results of proposed TIA No. 982.  Passed TC ballot on technical merit and 
Failed on emergency nature.  See Attachment 10‐8‐28‐b 

10‐8‐28‐c  No comments were received on TIA No. 982.  No Attachment 

10‐8‐28‐d 
Appeal 

Appeal of G. Pecht, Senior Flexonics, requesting that the Council issue the 
proposed TIA to NFPA 850 (TIA No. 982).  See Attachment 10‐8‐28‐d 

10‐8‐29  Consider the request of the Technical Correlating Committee on Automatic 
Sprinkler Systems to revise the scopes for the Technical Committee on Sprinkler 
Systems Installation (AUT‐SSI) and the Technical Committee on Sprinkler System 
Discharge (AUT‐SSD) by transferring the responsibilities for Chapter 22 and 
Chapter 23.   
 

AUT‐SSD Current Scope:  This Committee shall have primary 
responsibility for those portions of NFPA 13 that pertain to the 
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classification of various fire hazards and the determination of 
associated discharge criteria for sprinkler systems employing automatic 
and open sprinklers. 

 
AUT‐SSD Proposed Scope: This Committee shall have primary 
responsibility for those portions of NFPA 13 that pertain to the 
classification of various fire hazards and the determination of 
associated discharge criteria for sprinkler systems employing automatic 
and open sprinklers, sprinkler system plans and calculations, and water 
supplies. 
 
AUT‐SSI Current Scope: This Committee shall have the primary 
responsibility for those portions of NFPA 13 that pertain to the criteria 
for the use and installation of sprinkler systems components (with the 
exception of those components used for supporting of piping), position 
of sprinklers, types of systems, plans and calculations, water supplies, 
and acceptance testing. 
 
AUT‐SSI Proposed Scope: This Committee shall have the primary 
responsibility for those portions of NFPA 13 that pertain to the criteria 
for the use and installation of sprinkler systems components (with the 
exception of those components used for supporting of piping), position 
of sprinklers, types of systems, plans and calculations, water supplies, 
and acceptance testing. 

See Attachment 10‐8‐29 

10‐8‐30  Consider the request of the Technical Committee (TC) on Fire Service Training to 
have NFPA establish a new document on fire service training on thermal imaging.  
At the March 2010 Standards Council Meeting the Council directed that the TC on 
Fire Service Training and the TC on Electronic Safety work together to come to a 
joint decision on how best to address the issue of fire service training on thermal 
imagers.  The TC on Fire Service Training and the TC on Electronic Safety are 
reporting back to the Council with a decision that a Task Group composed of 
members from both TCs produce a draft document and then the Fire Service 
Training Committee will assume primary responsibility for the management of 
the document.  They propose the scope of the document be as follows: 

Proposed Committee Scope:  This standard shall contain 
minimum requirements for training fire service personnel in the 
selection, operation, care, use and maintenance of thermal 
imagers.  

See Attachment 10‐8‐30   See Supplemental Attachment 10‐8‐30 

10‐8‐31  At the March, 2010 Standards Council Meeting, the Council considered the 
request of the International Association of Fire Chiefs to have establish a new 
project on organization and deployment of fire investigation operations, code 
enforcement operations and public education operations to the public by career 
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fire department.  Action on this item was deferred from the August 2009, 
administratively withdrawn from the October 2009 Agenda, and deferred to the 
March 2010 meeting while additional information was being sought. The Council 
voted to publish a notice of receipt of the request soliciting opinions on the need 
for the document, information on resources available on the subject matter, 
those interested in participating if approved, and other organizations that may be 
actively involved with the subject matter.  Sixty‐one responses were received 
which consisted of support for the proposed project and volunteering to become 
members of the Committee when formed.   

Proposed Committee Title:  Fire Prevention Organization and 
Deployment 
Proposed Committee Scope:  This Committee shall have primary 
responsibility for documents on the organization, operation, 
deployment, and evaluation of code enforcement, public fire and 
life safety education, and fire investigation operations. 

See Attachment 10‐8‐31 and related Agenda Item 10‐8‐47‐b  See Supplemental 
Attachment 10‐8‐31 

10‐8‐32  At its March 2010, meeting the Council considered the request of D. Forsman, 
Chief, Champaign Fire Department, Champaign, Illinois, that NFPA consider the 
establishment of a new proposed technical committee and document on 
professional qualifications for emergency responders working on roadways. This 
request was administratively withdrawn from the October 2009 Agenda and 
deferred to the March 2010 meeting while additional information was being 
sought. After review of all the information before them, the Council voted to 
publish a notice of receipt of the request soliciting opinions on the need for the 
document, information on resources available on the subject matter, those 
interested in participating if approved, and other organizations that may be 
actively involved with the subject matter.  Forty‐four responses were received 
which consisted of support for the proposed project and volunteering to become 
members of the Committee when formed. 
If established the proposed document scope and title will be: 

Proposed Committee Title:  Traffic Control Incident Management 
Professional Qualifications 
Proposed Committee Scope: This standard identifies the minimum 
job performance requirements (JPRs) necessary to perform 
temporary traffic control duties at emergency incidents on, or near 
an active roadway. 

See Attachment 10‐8‐32 and Related Agenda Item 10‐8‐47‐a   
See Supplemental Attachment 10‐8‐32 

10‐8‐33  Consider the request of the Technical Committee (TC) on Special Operations 
Protective Clothing and Equipment for a new document on Contaminated Water 
Operations Protective Clothing and Equipment.  At the March 2009 Standards 
Council Meeting the Council directed the TC to review its membership and make 
any membership recommendations necessary to assure that the TC has 
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appropriate contaminated water expertise.  The TC is now reporting back to the 
Council showing that the TC now has the expertise to write the new document.  
See Attachment 10‐8‐33  See Supplemental Attachment 10‐8‐33 

10‐8‐34  At its March, 2010 meeting, the Council considered the request of the Technical 
Committee on Hazardous Materials Response Personnel, that NFPA consider the 
establishment of a new recommended practice on minimum requirements for 
the organization and management of hazardous materials/weapons of mass 
destruction (WMD) emergency response program.  After review of all the 
information before them, the Council voted to publish a notice of receipt of the 
request soliciting opinions on the need for the document, information on 
resources available on the subject matter, those interested in participating if 
approved, and other organizations that may be actively involved with the subject 
matter.  Five responses were received which consisted of support for the 
proposed project when formed.  If established the proposed document scope will 
be: 

Proposed Document Scope:  This recommended practice establishes a 
common set of criteria for the organization, management, and 
deployment of personnel, resources, and programs for those public or 
private entities that are responsible for the hazardous 
materials/weapons of mass destruction emergency preparedness 
function. 

See Attachment 10‐8‐34  See Supplemental Attachment 10‐8‐34 

10‐8‐35  At the March 2010 meeting, the Council considered the request of S. Pitts, 
Marine Corps Systems Command, that NFPA consider the establishment of a new 
proposed document on power air purifying respirator (PAPR). Action on this item 
was deferred from the August 2009 meeting. This request was administratively 
withdrawn from the October 2009 Agenda and deferred to the March 2010 
meeting while clarifying information was being sought. After review of all the 
information before them, the Council voted to publish a notice of receipt of the 
request soliciting opinions on the need for the document, information on 
resources available on the subject matter, those interested in participating if 
approved, and other organizations that may be actively involved with the subject 
matter.  Six responses were received which mostly consisted of support for the 
proposed project if formed.   If established the proposed document could report 
to the Technical Committee on Respiratory Protection Equipment and the scope 
will be: 

Proposed Document Scope: Specify minimum requirements for the 
design, performance, testing, NIOSH certification, and independent 
third‐party certification for high air flow powered air purifying 
respirators (PAPRs) for emergency services operations at incidents 
involving chemical warfare agents, toxic industrial chemicals/toxic 
industrial materials, biological warfare agents, and radioactive 
particulates.   

See Attachment 10‐8‐35  See Supplemental Attachment 10‐8‐35 
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10‐8‐36  At the March 2010 meeting, the Council acted on a request from NFPA staff on 
the possibility of combining the four combustible dust committees and five 
documents they are responsible for into one committee and document.  The 
Council voted to publish a notice regarding this combination and solicit 
comments from committee members and the public.  The comment period has 
passed and the responses are included as well as a memo from the NFPA staff.    
See Attachment 10‐8‐36  See Supplemental Attachment 10‐8‐36 

10‐8‐37  Consider the request of the Chair of the NEC Technical Correlating Committee 
(TCC) and the Chair of the Electrical Safety in the Workplace that the Council 
consider the effective date of the 2010 edition of NFPA 70E not become effective 
until 180 days from the date of issuance by the Standards Council.  See 
Attachment 10‐8‐37 

10‐8‐38  Consider the request from NFPA Staff to establish a new Committee and 
Document on Gas Process Safety.  This Committee shall be responsible for 
defining safe practices associated with gas process safety that would include the 
various practices related to use of gaseous media to clean, purge, or charge gas 
piping.  See Attachment 10‐8‐38 and related Agenda Item 10‐8‐22 

10‐8‐39  Consider the request of the Technical Committee on Explosion Protection 
Systems for a one time revision cycle change for NFPA 68, Standard on Explosion 
Protection by Deflagration Venting to move from F2011 to F2012; and NFPA 69, 
Standard on Explosion Prevention Systems to move from A2012 to F2013.  See 
Attachment 10‐8‐39 

10‐8‐40  Consider the request of the Technical Committee on Fire Department Apparatus 
for a one time revision cycle change for NFPA 1906, Standard for Wildland Fire 
Apparatus to move from F2010 to F2011.  This document will not reopen for new 
proposals.  See Attachment 10‐8‐40 

10‐8‐41  Consider the request of the Technical Committee on Fire Service Occupational 
Safety and Health for a one time revision cycle change for the following 
documents:  NFPA 1583, Standard on Health‐Related Fitness Programs for Fire 
Department Members; and NFPA 1584, Standard on Health‐Related Fitness 
Programs for Fire Department Members to move from A2014 to F2014.  See 
Attachment 10‐8‐41 

10‐8‐42  Consider the request of the Technical Committee on Fire Service Training for a 
one time revision cycle change for NFPA 1451, Standard for a Fire Service Vehicle 
Operations Training Program from F2011 to F2012.  See Attachment 10‐8‐42 

10‐8‐43  Consider the request of the Technical Committee on Fire Tests for a one time 
revision cycle change for the following documents:  NFPA 259, Standard Test 
Method for Developing Toxic Potency Data for Use in Fire Hazard Modeling to 
move from A2012 to F2012; NFPA 270, Standard Test Method for Measurement 
of Smoke Obscuration Using a Conical Radiant Source in a Single Closed Chamber 
to move from A2012 to F2012; NFPA 289, Standard Method of Fire Test for 
Individual Fuel Packages to move from A2012 to F2012; NFPA 260, Standard 
Methods of Tests and Classification System for Cigarette Ignition Resistance of 
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Components of Upholstered Furniture to move from A2013 to F2012; NFPA 261, 
Standard Method of Test for Determining Resistance of Mock‐Up Upholstered 
Furniture Material Assemblies to Ignition by Smoldering Cigarettes to move from 
A2013 to F2012; NFPA 274, Standard Test Method to Evaluate Fire Performance 
Characteristics of Pipe Insulation to move from A2013 to F2012; NFPA 290, 
Standard for Fire Testing of Passive Protection Materials for Use on LP‐Gas 
Containers to move from A2013 to F2012; and NFPA 705, Recommended Practice 
for a Field Flame Test for Textiles and Films to move from A2013 to F2012.  See 
Attachment 10‐8‐43 

10‐8‐44  Consider the request of the Technical Committee Static Electricity for a one time 
revision cycle change for NFPA 77, Recommended Practice on Static Electricity to 
move from A2011 to F2012.  See Attachment 10‐8‐44 

10‐8‐45  Consider the request of the Technical Committee on Structural and Proximity Fire 
Fighting Protective Clothing for a one time revision cycle change for NFPA 1851, 
Standard on Selection, Care, and Maintenance of Protective Ensembles for 
Structural Fire Fighting and Proximity Fire Fighting to move from A2012 to F2012.  
The Committee is also requesting that the proposal closing date be November 30, 
2010.  See Attachment 10‐8‐45 

10‐8‐46  Policy and Procedures Task Group (S. Clary, Chair).  See Supplemental Attachment 
10‐8‐46 

10‐8‐47  Report of the Membership Task Group (K. Bell, Chair).   

10‐8‐47‐a  Committee Membership.  See Attachment 10‐8‐47‐a  See Supplemental 
Attachment 10‐8‐47‐a 

10‐8‐47‐b  Start‐up Roster and Scope of proposed Committee on Fire Prevention 
Organization and Deployment 
Proposed Committee Scope: This Committee shall have primary responsibility for 
documents on the organization, operation, deployment, and evaluation of code 
enforcement, public fire and life safety education, and fire investigation 
operations. 
See Attachment 10‐8‐47‐b 

10‐8‐47‐c  Start‐up Roster of Committee on Fluid Heaters.  See Attachment 10‐8‐47‐c 

10‐8‐48  Report on the Minutes of March 2010.  No Attachment 

10‐8‐49  Dates and places of upcoming meetings: 
 
August 2 (noon Task Group) 
Full Council August 3‐5, 2010  Quincy, MA 
 
Full Council October 19‐20, 2010  San Antonio, TX 
(Task Group 8AM on Oct 19) 
 
February 28 (noon Task Group) 
March 1‐2  San Juan, PR 

10‐8‐50  Consider the request of the Committee on Respiratory Protection Equipment for 
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a one time revision cycle change for NFPA 1981, Standard on Open‐Circuit Self‐
Contained Breathing Apparatus (SCBA) for Emergency Services to move from 
F2011 to F2012.  See Supplemental Attachment 10‐8‐50  ADDITION 

10‐8‐51  Consider the request of the Committee on Electronic Safety Equipment for a one 
time revision cycle change for NFPA 1982, Standard on Personal Alert Safety 
Systems (PASS) to move from F2011 to F2012.  See Supplemental Attachment 10‐
8‐51  ADDITION 

 

 


