## 2.3 Other Publications

### 2.3.1 FM Publications
FM Global Technologies LLC, 4301 Atwood Avenue, 270 Central Avenue, P.O. Box 7500, Johnston, RI 02919-4923.


### 2.3.2 NIST Publications
National Institute of Standards and Technology, 100 Bureau Drive, Gaithersburg, MD 20899-1070.

- DETACT-QS (Detector Actuation — quasi-steady DETector ACTuation — Quasi Steady) software.
- DETACT-T2 (Detector Actuation — time squared DETector ACTuation — Time Squared) software.
- LAVENT (Link-Actuated VENTS) software.

### 2.3.3 UL Publications
Underwriters Laboratories Inc., 333 Pfingsten Road, Northbrook, IL 60062-2096.


### 2.3.4 Other Publications

### Submitter Information Verification

- **Submitter Full Name:** Brian O'Connor
- **Organization:** National Fire Protection Assoc
- **Street Address:**
- **City:**
- **State:**
- **Zip:**
- **Submittal Date:** Tue Apr 12 13:32:12 EDT 2016

### Committee Statement

**Committee Statement:** Referenced current SDO address.

**Response Message:**

Public Input No. 2-NFPA 204-2015 [Section No. 2.3]
First Revision No. 4-NFPA 204-2016 [ Section No. 2.4 ]

2.4 References for Extracts in Mandatory Sections.


Submitter Information Verification

Submitter Full Name: Brian O’Connor
Organization: National Fire Protection Assoc
Street Address:
City:
State:
Zip:
Submittal Date: Thu May 12 11:31:54 EDT 2016

Committee Statement

Committee Statement: Updating NFPA 72 to 2016 edition as requested by editorial
Response Message:
A.11.3

Figure A.11.3 shows the recommended spacing of sprinklers with respect to the draft curtain locations.

Figure A.11.3 Recommended Sprinkler Spacing with Respect to Draft Curtain Locations.

Submitter Information Verification

Submitter Full Name: Brian O'Connor
Committee Statement

Committee Statement:
By changing the wording from "> 15 ft." to "greater than or equal to 15 ft.", it is more consistent with the requirement in 11.3.2.

Response Message:
National Fire Protection Association Report
http://submittals.nfpa.org/TerraViewWeb/ContentFetcher?commentPara...
Annex G Informational References

G.1 Referenced Publications.

The documents or portions thereof listed in this annex are referenced within the informational sections of this standard and are not part of the requirements of this document unless also listed in Chapter 2 for other reasons. There are additional lists of references at the ends of Annexes B, C, and D.

G.1.1 NFPA Publications.

National Fire Protection Association, 1 Batterymarch Park, Quincy, MA 02169-7471.


G.1.2 Other Publications.

G.1.2.1 ASTM Publications.

ASTM International, 100 Barr Harbor Drive, P.O. Box C700, West Conshohocken, PA 19428-2959.


G.1.2.2 BSI Publications.


G.1.2.3 EN Publications.

European Committee for Electrotechnical Standardization (CENELEC), 25, Rue de Stassartstraat, B-1050, Brussels, Belgium.
G.1.2.3  ISO Publications.

International Organization for Standardization, 1, Rue de Varembé, Case postal 56, CH-1211 Geneve 20 ISO Central Secretariat, BIBC II, 8, Chemin de Blandonnet, CP 401, 1214 Vernier, Geneva, Switzerland.


G.1.2.4  NIST Publications.

National Institute of Standards and Technology, 100 Bureau Drive, Gaithersburg, MD 20899-1070.

DETACT-QS, DETACT-T2, GRAPH, and LAVENT programs can be downloaded from NIST via the World Wide Web at http://www.bfrl.nist.gov. When downloading LAVENT, it is also necessary to download the file GRAPH, which is needed to display the graphics produced by LAVENT.

DETACT-QS (Detector — Actuation quasi-steady DETector — ACTuation Quasi-Steady) software.

DETACT-T2 (Detector — Actuation time squared DETector — ACTuation Time Squared) software.

GRAPH graphics code.

LAVENT (Link-Actuated VENTS VENTs) software.
G.1.2.5 Other Publications.


Troup, J. M. A. *Large Scale Fire Tests of Rack Stored Group A Plastics in Retail Operation Scenarios Protected by Extra Large Orifice (ELO) Sprinklers*, FMRC Serial No. J.I. 0X1R0.RR for Group A Plastics.


G.2 Informational References.

The following documents or portions thereof are listed here as informational resources only. They are not a part of the requirements of this document.


G.3 References for Extracts in Informational Sections. (Reserved)

Submitter Information Verification

Submitter Full Name: Brian OConnor
Organization: National Fire Protection Assoc
Street Address: 
City: 
State: 
Zip: 
Submittal Date: Tue Apr 12 13:37:57 EDT 2016

Committee Statement

Committee Statement: Referenced current SDO names, addresses, standard names, numbers, and editions.
Response Message:
Public Input No. 1-NFPA 204-2015 [Chapter G]