Chapter 2 Referenced Publications

2.1 General.
The documents or portions thereof listed in this chapter are referenced within this standard and shall be considered part of the requirements of this document.

2.2 NFPA Publications. (Reserved)

2.3 Other Publications.

2.3.1 ASTM Publications.
ASTM International, 100 Barr Harbor Drive, P.O. Box C700, West Conshohocken, PA 19428-2959.

2.3.2 ISO Publications.
International Standards Organization, 1 rue de Varembé, Case Postale 56, CH-1211 Genève 20, Switzerland, ISO Central Secretariat, BIBC II, 8, Chemin de Blandonnet, CP 401, 1214 Vernier, Geneva, Switzerland.

2.3.3 Other Publications.

2.4 References for Extracts in Mandatory Sections. (Reserved)

Submitter Information Verification

Submitter Full Name: Tracy Vecchiarelli
Organization: [ Not Specified ]
Street Address: 
City: 
State: 
Zip: 
Submittal Date: Fri Apr 08 11:18:07 EDT 2016

Committee Statement

Committee Statement: Referenced current SDO names, addresses, standard names, numbers, and editions.

Response Message:
Public Input No. 1-NFPA 270-2015 [Chapter 2]
Public Input No. 3-NFPA 270-2015 [Section No. 2.3]
Public Input No. 6-NFPA 270-2016 [Section No. 2.3.1]
4.2.6.2 A manometer, pressure sensor (such as a manometer or pressure transducer) with a range of up to 1.5 kPa or 5 kPa shall be provided for connection to a pressure regulator and to a tube in the top of the chamber and leakage.

Submitter Information Verification

Submitter Full Name: Tracy Vecchiarelli
Organization: [ Not Specified ]
Street Address: 
City: 
State: 
Zip: 
Submittal Date: Fri Apr 08 11:20:24 EDT 2016

Committee Statement

Committee Statement: This section requires an update to reflect modern technology incorporated into smoke density chambers. Manufacturers typically use an electronic pressure transducer where a manometer was used in the past. This update allows for any type of pressure sensor. The language about the location and connection to a pressure regulator is unnecessary, as pressure regulation is covered by the preceding section.

Response Message:

Public Input No. 5-NFPA 270-2016 [Section No. 4.2.6.2]
Annex E  Informational References

E.1  Referenced Publications.

The documents or portions thereof listed in this annex are referenced within the informational sections of this standard and are not part of the requirements of this document unless also listed in Chapter 2.

E.1.1 NFPA Publications. (Reserved)

E.1.2 Other Publications.

E.1.2.1 ASTM Publications.

ASTM International, 100 Barr Harbor Drive, P.O. Box C700, West Conshohocken, PA 19428-2959.

ASTM D 2843 , Test Method for Density of Smoke from the Burning or Decomposition of Plastics, 2010.


E.1.2.2 British Publications.

BSI British Standards, 389 Chiswick High Road, London W4 4AL, United Kingdom.


E.1.2.3 ISO Publications.

International Organization for Standardization, 1 rue de Varembe, Case Postale 56, CH-1211 Genève 20, Switzerland, ISO Central Secretariat, BIBC II, 8, Chemin de Blandonnet, CP 401, 1214 Vernier, Geneva, Switzerland.


E.1.2.4 Articles Other Publications


E.2 Informational References. (Reserved)

E.3 References for Extracts. (Reserved)